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Abstract   

Multi -terminal high voltage direct current (MT-HVDC) grids enable integration of large-scale 

renewable energy resources and facilitate flexible bulk power transfer for energy markets 

extending over political boundaries. Preserving the integrity of MT-HVDC grids during DC faults 

remains a major challenge, primarily due to the lack of effective DC circuit breakers (DCCBs) 

capable of interrupting the expected fault currents.   These DCCB limitations and stringent 

reliability requirements mandate identification of faulted transmission lines and the faulty 

conductors at extreme speeds with highly sensitivity.  

Two techniques were developed to improve the sensitivity and the reliability of fault 

discrimination while meeting these speed requirements. The first technique introduces directional 

properties for line and bus protection algorithms that rely on the rate of change of local voltage 

measurements to improve the fault discrimination. The second technique uses locally measured 

conductor currents to quickly identify the fault type and faulted conductors. This algorithm makes 

the decisions based on the ratios of the rate of change of currents computed considering a pair of 

conductors at a time, and therefore, independent of the fault resistance. Versatility and reliability 

of the proposed fault type discrimination algorithm was demonstrated by applying it to different 

transmission configurations. 

Fault recovery aspects of a novel class of hybrid LCC-VSC MT-HVDC transmission systems in 

which a number of VSC inverters and rectifiers are connected to an LCC HVDC link was 

investigated. Two possible fault clearing schemes were proposed. The first approach avoids 
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DCCBs, employs series-connected high power diodes at VSC inverter terminals to block the fault 

current contributions, and clears faults by de-energizing VSC rectifiers and applying force 

retardation to LCCs. The second approach utilizes DCCBs installed on the branch lines. These 

DCCBs activated by the proposed fault discrimination schemes minimize the disruption of power 

flow through the LCC HVDC link due to faults on the lines branched out to connect VSCs. The 

capability, speed, and sensitivity of each fault clearing scheme were evaluated considering 

practical designs.   
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Chapter 1  

Introduction  

1.1. Background  and Motivation   

Functional requirements of the large interconnected power transmission systems that deliver 

electricity from the remote and renewable sources to load centers stretch beyond the capability of 

high voltage alternating current (HVAC) power transmission [1-3]. High voltage DC transmission 

(HVDC) is the preferred choice for bulk power transmission between very long distances and when 

it is required to cross water bodies [4].  For example, Rio Madeira transmission link in Brazil 

transfers about 7000 MW along 2,385 km transmission line and Jinping-Sunnan HVDC link 

transfers 7200 MW between two converter stations 1935 km apart [5]. When it is needed to extract 

energy from multiple energy resources dispersed in a large geographic area and share among load 

centers located far apart, two-terminal HVDC systems cannot be used.  Therefore, multi-terminal 

high voltage direct current (MT-HVDC) grids are proposed [6-7] for future continental bulk power 

transmission.  

The worldôs first VSC based three-terminal HVDC grid, Nanao HVDC grid, was 

commissioned in 2013 [8-10] and the first five-terminal VSC-HVDC grid, Zhoushan MT-HVDC, 
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was placed in service in 2014, [11-13]. Zhangbei four-terminal HVDC grid, which will be the 

worldôs first large scale MT-HVDC grid, will be commissioned in 2022 [14-17]. Some other MT-

HVDC proposals include European Super Grid [18-19] and Atlantic Wind Connection [20] . 

Several HVDC converter stations in Europe are designed with provisions for connecting to a future 

MT-HVDC grid [21].  

The expected benefits of MT-HVDC are increased redundancy [4], increased flexibility for 

power trading [4, 22], and lower investment and operational costs [22]. Furthermore, MT-HVDC 

grids will play a key role in renewable energy integration since MT-HVDC grids enable 

interconnecting dispersed green resources distributed over large geographic area to load centers 

located beyond single political boundaries [2-4]. A great contribution to the future clean energy 

goals is expected from the enormous energy potential of offshore wind. Therefore, offshore wind 

energy generation plays a key role in satisfying the ever-growing energy demand without affecting 

the sustainability of the environment. Submarine cables are inevitable in bringing electrical energy 

generated in offshore to onshore grids, and when the distances are longer than a few hundred 

kilometers, HVDC cables are the only technically feasible option. Therefore, MT-HVDC 

technology is being seriously considered for connecting offshore wind farms.  

In order to achieve the true advantage of a large MT-HVDC grid transporting bulk energy, 

it is essential to have the capability of preserving the integrity of the grid during transmission 

system faults. DC fault protection of MT-HVDC grids is of utmost importance to ensure the safety 

of equipment [23], attain the full reliability benefits of MT-HVDC grids [24], and to preserve the 

stability of power system.  However, DC side fault protection remains a main challenge in securing 

the smooth operation of the MT-HVDC grids already in operation, and for the development of 

high capacity MT-HVDC grids [25]. This is because the current increases rapidly during a DC 
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side fault in HVDC transmission systems and therefore, the faulty section of the transmission line 

should be isolated within a very short interval [26].   

1.1.1 Converters Used in MT -HV DC Grids  

Two main converter technologies, line commutated converters (LCCs) and voltage source 

converters (VSCs) implemented using multi -level modular converter (MMC) technology, are 

utilized for HVDC transmission [2, 27]. The type of electronic switching device used in LCC 

converters is thyristors while IGBTs are used in VSC stations. The VSC technology enables the 

realization of MT-HVDC grids by offering the flexibility in changing power flow direction and 

the possibility of connecting to weak AC systems [27-28]. The DC voltage in an MMC is created 

by inserting a number of charged capacitors, called sub-module capacitors, with the help of power 

electronic switching devices. A sub-module capacitor together with the associated electronic 

switches is called a sub-module. As depicted in Fig. 1.1, each arm connected to each phase of AC 

supply is made up by connecting a number of independent switching modules (SM) [29], each of 

which is capable to withstand only a fraction of the arm voltage.  
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Fig. 1-1. MMC VSC station 
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Although a number of improved SM configuration can be found in literature, they are 

practically implemented using half-bridge or full-bridge submodules shown in Fig. 1.2 [30].   
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Fig. 1-2. Submodules, (a) Half- bridge sub-module (HBSM), (b) Full bridge submodules (FBSM) 

The capacitor voltage is maintained nearly constant using a voltage balancing mechanism. 

Therefore, the capacitor is used as a constant voltage source [31]. As it can be seen from Fig. 1.2, 

half-bridge MMC station requires only half of the number of power electronic switching devices 

that are required for a full-bridge converter station [32]. Therefore, due to lower capital cost and 

switching loss, most of the practical VSC based HVDC systems use modular multilevel converter 

(MMC) technology based on half-bridge sub-modules [32]. 

During a DC side fault, sub-module capacitors discharge rapidly into the transmission line 

and therefore, fault current rises very rapidly [4, 33]. The inherent weakness of the MMC-VSC 

HVDC systems based on half-bridge switches is the inability block fault currents during a DC side 

fault [34]. Hence, it is required to promptly isolate the faulty section to sustain the converter 

operation. However, fault isolation requires few sub-functionalities and all sub-functions are 

required to be completed within a very short interval [35-36]. This is challenging as described in 

the next section.  
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1.1.2 Protection Requirements of MT -HV DC Grids  and Challenges  

The availability of more than one possible path is a key reliability feature of MT-HVDC 

grids when compared with a two-terminal transmission system. In order to facilitate power transfer 

through the healthy transmission line(s) when more than one transmission line is connected to a 

bus, only the transmission line involved in the fault should be isolated [33]. Therefore, fault 

clearing involves identification of the faulty transmission line or sections of a transmission line 

that are separated by isolating devices such as DC circuit breakers (DCCB). However, a strong 

transient can be created on a healthy transmission line when a DC side fault occurs in another 

transmission line connected to the same bus, during the reverse faults, or during the opening of a 

DCCB on an adjacent line to clear a fault. Discriminating close-up reverse faults from the forward 

faults in the protected transmission lines within a short time interval is one of the protection 

challenges of future MT-HVDC grids.  

The configuration of HVDC transmission that uses two conductors, termed pole conductors, 

kept at the same voltage magnitude and opposite polarity is called bipole HVDC transmission 

configuration. Having a third conductor, called dedicated metallic return conductor (DMR), 

improves the reliability [37] as described below and therefore, is considered to be the most likely 

MT-HVDC transmission configuration [38]. During normal operation, the metallic return wire 

carries a zero current and has zero voltage with respect to the ground. When only one pole 

conductor is involved in a fault, a single pole-to-ground fault, a half of the rated power can be 

transferred with the help of the healthy pole conductor and the DMR [39]. However, in order to 

exploit the above advantage, only the pole involved in the fault should be isolated during a single-

pole fault and ensure that the metallic return wire is not involved the fault. Therefore, fault clearing 

requires identification of the faulty pole conductor(s)  and determination whether the  metallic 
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return wire is also involved in the fault, in order to decide the post fault configuration [40]. The 

above function is called fault type identification, fault type classification, or fault type 

discrimination. A number of techniques have been recently proposed to detect DC faults and 

identify the faulted section in MT-HVDC grids within a sub-millisecond time frame [41-42]. These 

techniques, however, do not explicitly address the issue of fault type identification.  

Fault type identification is difficult due to electromagnetic coupling between the conductors 

of a bipolar HVDC transmission system; a close-up pole-to-ground short circuit can cause a strong 

induced transient on the conductor of the healthy pole [43]. Since the coupling is more prevalent 

at higher frequencies, the independent pole wise fault detection schemes based on high-frequency 

current components or derivatives of voltages [43-44] are prone to false operation during the faults 

on the other pole. Therefore, in order to improve the security, protection sensitivity is decreased. 

However, if the direction and the type of a fault can be identified, the sensitivity can be increased 

without degrading the security. Any practical solution for fault type identification suitable for a 

MT-HVDC grid should be both reliable and fast.   

In most of the proposed DC fault discrimination schemes, the chances of mal-operation has 

been avoided by decreasing the sensitivity, that is by compromising the sensitivity to achieve 

security, often with the help of conservatively selected threshold settings. There is a potential to 

improve the effectiveness of DC fault discrimination schemes by minimizing such compromises. 

For example, in AC line distance protection schemes, various strategies such as directional 

supervision and faulted phase identification, have been successfully used to improve the security 

and sensitivity. Application of similar means can be explored for the case of DC fault protection 

in MT-HVDC grids. However, determining directionality or identifying the faulted conductors 

within the extremely short response time required for DC fault protection has not been successfully 
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achieved. The first half of the thesis aims to address this gap in state-of-the-art and explores the 

development of fast local measurement-based algorithms to identify the direction of a fault with 

respect to a protection relay and determining the conductors involved in a fault.   

1.1.3 Converter Behavior  during a DC Fault and Fault Clearing  

Once a DC fault is detected, and the faulty section and the conductors involved in the fault 

are identified, the following means are available to deal with the converter safety and clearing of 

the DC fault. Since IGBTs in an MMC-VSC station are very susceptible to over-currents, they are 

immediately blocked when an over-current is detected [35]. After blocking the IGBTôs, a sub-

module and a VSC station can be represented as in Fig. 1.3(a) and Fig 1.3(b) respectively [42].   

 

T

T

2

1

B

+

-
A

D
1

D
2

C

             

Fig. 1-3. Equivalent of VSC after blocking IGBTôs (a) Equivalent of a sub-module, (b) Equivalent of VSC 

During the interval between the fault and the IGBT blocking, sub-module capacitors are 

discharging to the fault. Therefore, as depicted in Fig. 1.4(b), the fault current rises to a very high 

level at a very rapid rate [45]. Where VDCP and VDCN are respectively P-pole and N-pole voltages. 

IDCVRP and IDCVRN are respectively P-pole and N-pole converter currents. As depicted in Fig. 1.3(b), 

even after the sub-module capacitors are taken away from the fault circuit by blocking IGBTs, the 

fault is continued to be fed from the AC side through the free-wheeling diodes in half-bridge sub 

modules [33, 46]. 
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Fig. 1-4. DC side measurement of bipole VSC station for a DC side fault (a) Voltages, (b) Current  

Therefore, as depicted in Fig. 1.4(b), the fault current will not drop to zero after blocking the 

IGBTôs, but settle into a steady-state value.  During this period, freewheeling diodes may subject 

to very high stress [47]. Therefore, to avoid potential damages to the freewheeling diodes, 

protective thyristors are used in parallel to the freewheeling diodes of practical converters; these 

thyristors are fired once a fault is detected [47-49]. Fig. 1.5 shows the half-bridge sub-module 

together with its protective thyristor [47].  
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Fig. 1-5. Single thyristor switch 

DC side faults could be temporary faults or permanent faults. Temporary faults are self-

cleared when the current through the arc is reduced. Fault current limiters such as those presented 

in [50-53], and fault-tolerant converters such as those presented in [54-59], are proposed to 
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extinguish temporary fault arcs rapidly and help to clear temporary faults. In contrast, DCCB are 

used for rapid interruption of fault currents resulting from both temporary and permanent faults. 

Design, fabrication, and application of high voltage DCCBs is an extensively investigated research 

topic [60-64]. A prototype of a DCCB capable of interrupting 8 kA in 2 ms delay has been tested 

in the year 2012 [64]. Another DCCB design capable of interrupting 15 kA in 3 ms has been field-

tested in the five-terminal Zhoushan HVDC grid in the year 2016 [65].  However, a practical 

DCCB design having the capability of interrupting the expected level of fault current within the 

allowed time frame is still not commercially available from any of the leading manufactures. In 

the absence of a means to interrupt fault currents, the only means to clear a fault in half-bridge 

MMC-VSC station is to open the ACCB at the converter transformers and de-energized the 

affected converter pole(s). This requires the whole MT-HVDC grid to be de-energized when there 

is no DC side fault current interruption devices [66-67]. The absence of a dependable protection 

system for DC side faults coupled with the absence of DCCBs having adequate performance is a 

major obstacle to the practical implementation of MMC-VSC based MT-HVDC grids. Due to huge 

investment in building a number of MMC-VSC based converter stations together with 

transmission system and the aforementioned protection challenges has led to focus on alternative 

MT-HVDC transmission system configurations. A multi-terminal HVDC system containing more 

than two converter stations with at least one loop in the DC transmission network is referred to as 

a MT-HVDC grid in this thesis. A multi-terminal HVDC system with more than two converter 

stations but with no loops in the DC transmission network is referred to as a MT-HVDC 

transmission system.   
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1.1.4 LCC-VSC Hybrid MT -HV DC Systems 

A hybrid LCC-VSC MT-HVDC transmission system is a multi-terminal HVDC 

transmission system comprising of both LCC stations and VSC stations. This hybrid configuration 

exploits the advantages of both converter technologies. Particularly, the abilty of LLC rectifiers to 

control the DC fault currents through force retardation process can provide both technical and 

economic benefits in designing DC fault protection. A number of different hybrid LCC-VSC MT-

HVDC systems are proposed in [68-79]. Two main classes of hybrid multi-terminal HVDC 

systems are  

1. A number of VSC rectifier stations, typically connected to offshore wind farms, linked to a 

one large onshore LCC inverter station, connected to the load center,  

2. One large LCC rectifier, typically connected to a large hydro power station, linked to a number 

of small VSC inverters, typically connected to urban load stations.  

In the first configuration, the advantages of VSC stations such as small footprint, ability to 

connect to a weak AC system are exploited in the offshore rectifiers, and the economy of LCC 

station in building large converter station is exploited in the onshore inverter [80-82]. In the second 

configuration, the economy of LCC station is exploited in building a large rectifier station 

connected to a strong system and the advantage of small footprint of VSC stations is exploited in 

building converters supplying urban load centers [83-84]. A real-world example for the second 

type is Woudong hybrid three-terminal transmission system which comprises an 8 GW LCC 

rectifier, and two VSC inverters rated 5 GW and 3 GW. This scheme is under construction and 

will be commissioned in the year 2022 [14].  

All over the world, there are many long, high capacity, point-to-point LCC-HVDC links 

connecting large generating stations and load centers. Often, these transmission lines are built with 
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some spare capacity for future expansion or to meet other design requirements. The spare capacity 

of these transmission lines can be utilized to collect renewable energy generation from wind or 

solar farm sites located close to these HVDC lines in an economical manner. This requires feeding 

into the LCC HVDC line using a rectifier [85]. Furthermore, it is possible to supply energy for 

small cities or load centers located near the path of the HVDC line, if it is possible to tap into an 

LCC HVDC line using an inverter.  Three possibilities exist:  

1. Tapping into an LCC-HVDC link using VSC inverters 

2. Feeding into an LCC-HVDC link using VSC rectifiers, and  

3. Tapping into an LCC HVDC line using both VSC rectifiers and VSC inverters 

Such hybrid MT-HVDC transmission systems are attractive due to the lower initial investment 

requirement. Some example studies are reported in [69, 85-87]. The more general structure 

comprises of a number of tapping stations capable of operating either as rectifier or inverter.  

1.1.5 Protection and Control of Hybrid MT -HV DC Systems 

In such hybrid LCC-VSC multi-terminal HVDC transmission systems, the control of 

converter stations needs to be properly coordinated for stable and smooth normal operation and to 

enable fast recovery during faults. Therefore, a centralized control strategy is required to 

coordinate the converter stations. When retrofitting an existing point-to-point LCC HVDC system 

to form a hybrid MT-HVDC system, modifications to existing LCC converter control need to be 

minimized. The fault ride-through capability of the newly formed hybrid LCC-VSC HVDC multi-

terminal transmission system needs to be thoroughly examined.  

Hybrid LCC-VSC MT transmission systems are an emerging area of MT-HVDC 

transmission systems due to the advantages discussed earlier. Some utilities are keenly interested 
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in converting existing point-to-point LCC HVDC links to multi-terminal systems. However, the 

literature on DC side fault behavior and fault clearing in a hybrid LCC-VSC MT-HVDC 

transmission systems is not common and is an area that requires further investigations. Converter 

station internal protection may activate during a DC side fault and the fault clearing may involve 

converter re-energization. A proper understanding of both LCC and VSC converter station 

protection and control is required to develop a practical DC side fault protection strategy to recover 

the system through a coordinated sequence of actions involving all converter stations. Since the 

converter station designs of both LCC only and VSC only schemes are well established, it is best 

to implement the coordinated controls using the existing control interfaces provided by each type 

of converter.   

1.2. Problem Definition  

The discussion presented in Section 1.1 highlighted that the DC side fault protection in MT-

HVDC grids is recognized as a main barrier to build large-scale MT-HVDC grids. In order to 

achieve the expected reliability of future MT-HVDC grids, the section of the transmission line 

involved in a fault and the faulted conductors should be identified and selectively isolated. 

However, fault discrimination to achieve the above requirement is challenging under many 

situations as discussed in Section 1.1. Most of the DC fault protection algorithms proposed in the 

literature discriminate the faulty line by the strength of the fault induced transient, observed 

through the measured currents or voltages at the individual pole terminals, and typically by 

comparing against predetermined thresholds. The sensitivity and reliability of such schemes can 

be improved by 1) identifying the direction of the fault with respect to the relay (directional 

discrimination), and 2) identifying the fault type explicitly (identifying the conductors involved in 
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the fault. In order to satisfy the speed requirements, directional discrimination and faulted 

conductor identification need to be achieved using the local current/voltage measurements.  

The second problem addressed is the DC fault clearing in hybrid LCC-VSC MT transmission 

systems. DC fault clearing in LCC HVDC schemes is achieved by actively reducing the DC fault 

currents through force retardation procedure. More common temporary faults are readily cleared 

through this process and a system can return to normal operation within hundreds of milliseconds. 

This situation changes when a VSC, typically a half-bridge submodule based MMC which allows 

continuous DC fault current contribution, is interconnected to an LCC HVDC system.  Therefore, 

the possible ways of clearing DC faults in hybrid LCC-VSC HVDC systems and the fault 

discriminating requirements to implement the potential fault clearing procedures need to be 

investigated. Furthermore, understanding how converter stations should be coordinated during the 

DC faults is also important.      

1.3. The Objective of the Research 

The main aim of this research is to investigate the methods for handling DC faults in MT-

HVDC grids and MT-HVDC transmission systems. In order to achieve the goals of this research, 

the following major sub-objectives are proposed. 

a) To develop suitable simulation models of multi-terminal HVDC transmission systems 

and study the behavior of MT-HVDC transmission systems for different types of DC side 

faults.  

b) To investigate the possibility of improving the sensitivity of DC side fault discrimination 

in MT-HVDC system through introducing directional properties, and develop fast, local 

measurements based methods to determine the directionality of DC fault currents. 
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c) To investigate the potential for improving the DC fault protection sensitivity while 

minimizing the inadvertent disconnection of the healthy pole during faults involving only 

a single pole, and develop a fast local measurement-based method for DC fault type 

discrimination in an MT-HVDC grid. 

d) To develop a strategy for DC fault clearing in a hybrid LCC-VSC MT-HVDC 

transmission system relying upon the force retardation capability of LCCs and without 

using DC circuit breakers, evaluate the fault clearing performance and identify potential 

issues.  

e) To investigate the potential for improving fault clearing performance in a hybrid LCC-

VSC MT-HVDC transmission system by using DC circuit breakers operated with the 

protection techniques developed under previous objectives.   

1.4. Thesis Overview  

The first chapter provides the background, motivation, and objectives of the thesis along 

with the details of the thesis organization. The next four chapters present the main contributions 

of the thesis with each chapter addressing one or more major objectives: Objectives a)  and b) are 

addressed in Chapter 2; Objective c) is addressed in Chapter 3; Objectives a)  and d)  are addressed 

in Chapter 4; and Objective e)  is addressed in Chapter 5. Each of these chapters is based on one 

or more publications and presented with a background and brief literature review related to the 

aspects focused in the chapter.  

A fault direction identification algorithm for VSC-MMC MT-HVDC grid is proposed in 

Chapter 2. The method compares the rate of change of voltage (ROCOV) values at either side of 

di/dt limiting inductor at the terminals. This directional information is utilized to develop a more 
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secure ROCOV based transmission line and bus protection scheme for MMC-VSC based MT-

HVDC grids. The results of simulation-based analysis that conducted with the help of a detailed 

electro-magnetic type program (EMTP) model of a three-terminal MMC-VSC HVDC grid is 

presented in the chapter.  

A fault type discrimination scheme for HVDC transmission systems is proposed in Chapter 3. The 

proposed fault type discrimination scheme is capable of identifying conductors involved in the DC 

side fault using a 1 ms window of the locally measured currents through the transmission 

conductors. Expected performance of the proposed fault type discrimination scheme is evaluated 

in various transmission line configurations and converter technologies with the help of simulation-

based analysis. The results are also presented in Chapter 3.  

A study on clearing temporary faults in a hybrid LCC-VSC MT-HVDC transmission system 

is presented in Chapter 4. An EMT type simulation model of a hybrid LCC-VSC MT-HVDC 

transmission system is developed. A master power controller (MPC) is designed to maintain the 

energy balance in the considered grid and the EMT model is added to the MT-HVDC model.  The 

presently utilized means of handling temporary faults in LCC stations and VSC stations are 

modeled and added to the grid model. A coordinated temporary fault clearing strategy is developed 

for hybrid MT-HVDC transmission system in order to obtained smooth fault recovery after a 

temporary fault.  Chapter 4 summarize the above steps and the simulation-based verification 

results of the study.   

A selective fault clearing strategy is developed for an LCC-VSC hybrid MT-HVDC 

transmission system configuration. It is proposed to place a DCCB along each tapping line at the 

tapping point to avoid the impact of taping on the original LCC-HVDC link. A fault discrimination 

strategy based on objectives 1.3.2 and 1.3.3 is developed to discriminate the faults on the main 
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transmission line from the faults on the tapping lines.  The possible improvements are accessed 

with the help of EMTP simulations performed in PSCAD. The expected recovery waveforms and 

recovery delays are assessed for faults between poles and for pole-to-ground faults. A summary of 

selective fault isolation scheme and recovery waveforms, recovery delays together with required 

performances of DCCB, etc. are presented in Chapter 5.  

Conclusions and future directions of the research are presented in Chapter 6. 
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Chapter 2 

ROCOV Based Directional Algorithm for 

Protection  of MT -HV DC Grids    

2.1. Introduction  

In order to facilitate uninterrupted delivery of power through the healthy part of an MT-

HVDC grid during a DC side fault, it is essential to selectively isolate the faulty line or the busbar 

by interrupting DC fault currents. The inability of MMC-HVDC systems based on half-bridge 

submodules to block the fault currents and the limitations the DC circuit breakers make it required 

to complete the fault detection and discrimination within a few milliseconds. This chapter proposes 

a method to augment the rate of change of voltage (ROCOV) based protection with directional 

properties. The performance of the proposed new fault detection and discrimination schemes is 

verified by applying to a simulated MT-HVDC grid and it is shown that the proposed directional 

ROCOV protection enables more secure and sensitive transmission line and bus protection using 

only local measurements. The work presented in this chapter is based on the following publication.  

[A]  M. H. Naushath, A. D. Rajapakse, ñLocal measurement based ultra-fast directional 

ROCOV scheme for protecting Bi-pole HVDC grids with a metallic return conductorò, Int. 

J. Elec. Power, vol. 98, pp. 323ï330, June 2018.   
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2.2. Background and Literature Review  

In order to facilitate the uninterrupted power delivery through the healthy part of a multi-

terminal HVDC grid during a fault, it is essential to selectively isolate the faulty cable, overhead 

line or the busbar in a rapid manner by breaking the DC fault currents [4, 88]. Interruption of the 

DC fault currents is challenging due to the absence of zero crossings in the fault current and its 

rapid rate of rising resulting due to the discharge of converter, filter and cable capacitances [4, 89]. 

Therefore, the capability of discriminating faults in different line segments or the selectivity, and 

the speed are vital for HVDC grid protection [89]. Protection schemes specifically designed for 

line commutated converters (LCCs) [90] cannot be applied to VSC based MT-HVDC grids. 

Current differential protection and similar schemes are too slow to protect against the short-circuit 

faults on typically long HVDC cables and overhead lines due to communication delays [91]. The 

gradient of the voltage disturbance caused by the fault along with some other measures have been 

utilized to detect and discriminate the faults in the HVDC transmission systems [43, 91-92]. A 

protection scheme with a directional unit and a boundary unit has been developed in [43] for a 

point to point HVDC scheme, but its ability to discriminate faults in an MT-HVDC grid has not 

being evaluated. Most MT-HVDC grids are expected to contain only the buses that are directly 

connected to a converter, and therefore, most published studies are confined to test networks with 

only converter connected busses.  

However, in certain situations, a network structure with floating busses, which are solely 

used to share energy between lines connected to the bus, could be advantages. On the other hand, 

a converter connected bus can become a floating bus during the converter outages, forced or 

scheduled. It is more challenging for the relays located at a floating bus to discriminate faults [93].  
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In this chapter, a method developed to identify the direction of fault currents at a given relay 

location using the local voltage measurements. The directional information derived from the 

method is used to improve the sensitivity, speed, and the reliability of the ROCOV based HVDC 

grid protection. Where the term reliability refers to two performance aspects, the dependability 

and the security, of a relay. The dependability is the certainty of the relay to operate during a fault 

in the protected zone of the relay. The security of a relay is the certainty that the relay will not 

operate incorrectly for faults beyond the protected zone. This directional protection scheme can 

detect and discriminate faults well before the fault currents reach the maximum breakable current. 

For example, it is much faster than the method proposed in [94]. The proposed scheme is applicable 

as the primary protection scheme.    

2.3. Detection and Discrimination of Faults in HV DC 

Transmission Lines Terminated with Inductors  

In order to reap full reliability benefits, a DC grid need to be provided with DCCBs to isolate 

each line/cable segment and busbar, as shown in Fig. 2.1.  

 
Fig. 2-1.  A section of an HVDC grid  (© Elsevier) 

An inductor is usually placed between an HVDC transmission line and a DCCB to control 

the rate of rising of fault currents [42]. The terminal inductors, which are designed to allow 
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sufficient time for DCCBs to operate before the fault currents exceed their ratings, play an 

important additional role in fault discrimination [42]. To analyze the behavior of DC line terminal 

voltage during a fault, assume that the internal fault Fi on Line-XY creates a step change of -æVF 

in the voltage at the location of the fault [95]. The resulting voltage waves travel towards the line 

terminals. The very first incident wave arriving at the terminal inductor associated with the DCCB 

named BYX is described in Laplace domain by: 

Ўὠ ὰȟί
Ўὠ

ί
Ὡ  

(2.1) 

The magnitude of the incident wave depends on the propagation function ɔ and the distance 

from the fault to the line terminal, l. At the terminal inductor, the voltage wave is reflected back, 

and the frequency-dependent reflection coefficient ũ is given by [95]:    

ῲί ίὒὤ ίὒὤϳ   (2.2) 

where, L is the terminal inductance and Zc is the characteristic impedance of the line, which 

is real and approximately constant at high frequencies. The change in line terminal voltage æVYX 

is the sum of incident and reflected waves [91][95] , and given by: 

Ўὠ ὰȟί
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Ὡ  

(2.3) 

When the voltage wave hits the terminal inductor, voltage VYX drops rapidly: thus the rate of 

change voltage (ROCOV) at the line side of the inductor is a very good indicator of transmission 

line faults. On the other hand, the transmitted component measured at Busbar-Y due to the fault Fi  

is given by (2.4) . 

Ўὠ ὰȟί
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The inductor acts as a low pass filter. Therefore, high-frequency components of the 

transmitted wave are attenuated when passing through the inductor. 

2.3.1. Peak ROCOV Based Line Protection  

In the simple ROCOV based DC line protection scheme proposed in [42], an internal fault 

in the protected zone is discriminated from the faults in the adjacent zones by the observed peak 

|dv/dt| values. The voltages waves due to faults in the other line or busbar zones are transmitted 

through at least one series inductor. As a result, the peak |dv/dt| values observed for external faults 

are considerably smaller compared to the internal faults, allowing fault discrimination. For 

example, peak |dVYX/dt| in Fig. 2.1 is considerably smaller for external faults such as FF or FR, 

compared to the internal fault Fi. A simple threshold, which is determined from a systematic fault 

study, is used for discrimination.  

Any internal fault which causes a steady-state fault current higher than the maximum 

breaking current of DCCB must be quickly cleared. However, the simple peak |dv/dt| based fault 

discrimination is valid only up to certain fault resistance. The fault generated voltage wave 

attenuates as it travels along the line as per (2.1), and the faults at the far-end of a transmission line 

produce lower peak |dv/dt| values. When the fault resistance is high, the faults at the far end of the 

protected line become difficult to be discriminated from the low resistance reverse faults on the 

busbar or lines behind the relay point. A larger inductor is required to enhance the fault 

discrimination when a simple peak |dv/dt| scheme is used. However, a larger terminal inductor 

deteriorates the performances of DC voltage controller and might cause instability [96]. 

Furthermore, high peak |dv/dt| produced during the opening of breakers of adjacent lines prevents 
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setting the thresholds sensitively [97]. Therefore, a fault detection scheme based on local 

measurements, having higher sensitivity and security is desired. 

2.3.2. ROCOV Based Directional Protection  

Consider an internal fault (such as Fi) in the forward direction with respect to DCCB BYX 

in Fig. 2.1. The typical behavior of the fault current is such that it goes through a rapidly increasing 

phase before reaching a maximum and then settles down to its steady-state value, as illustrated in 

Fig. 2.2. The rate of change of current through the terminal inductor (on the positive pole) into the 

line is given by:   

ίὍί
ρ

ὒ
ὠ ὰȟί ὠ ὰȟί            

(2.5) 

An initial high positive rate of change of current through the inductor indicates a forward 

fault, and according to (2.5), it is possible only when the voltage VYX is smaller than VY.  

  

Fig. 2-2.  Converter currents during a DC side fault 

This property can be easily used to assert the direction of fault current: at steady state, VY = 

VYX; during a forward fault, VY > VYX; and during a reverse fault, VY < VYX. However, if this logic 

is applied it is necessary to ensure that the measurements are taken during the initial rise of the 

current. The observations show that the peak |dv/dt| values occur during this initial period and the 
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measurements taken at the peak |dv/dt| point can be used to determine the fault direction. 

Alternatively, it is also possible to determine the fault current directions from the peak |dv/dt| 

values observed at either side of the terminal inductor. During the forward faults, a much larger 

peak |dv/dt| is observed in VYX compared to the peak |dv/dt| observed in VY. The opposite happens 

during the reverse faults. Since the peak |dv/dt| values are used in the main protection function, it 

is advantageous to use the same quantity to find the direction of the fault current. Thus the 

condition for a forward fault can be expressed as: 

Ὠὠ

Ὠὸ

Ὠὠ

Ὠὸ
ρ 

(2.6) 

In practice, the ratio of peak |dv/dt| values can be compared against a threshold higher than 

1 to improve the security. Since the absolute values of dv/dt are considered, a common logic can 

be applied to both positive and negative poles.  

If the fault direction can be determined, the peak |dv/dt| threshold can be set sensitively and 

the operation of the DCCB can be blocked for the reverse faults. The transient voltage ratio ὠ Ⱦὠ 

can also indicate forward faults, and therefore, can be used for fault discrimination as proposed in 

[94]. However, much faster fault discrimination can be achieved by using  , because 

the ROCOV values change almost instantly when a traveling wave reaches the terminal, whereas 

it takes a comparatively longer time to see a change in voltage.  

The peak |dv/dt| threshold and the directional logic (as applicable to line XY at Bus-Y) can 

be combined using the relay characteristics shown in Fig. 2.3(a). In the relay, the peak |dv/dt| at 

the line side of the terminal inductor is used as the operating quantity while the peak |dv/dt| at the 

bus is used as a restraining quantity. The threshold ñROCOVLò can be set lower than a non-

directional ROCOV relay [42]. The lower limit of the ñROCOVLò is dictated by the peak |dv/dt| 

created at the relay point during a short circuit fault on the remote bus in the forward direction. 
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For example, ñROCOVLò of relay RYX should be higher than the peak |dv/dt| recorded for a short 

circuit fault on Bus-X.  To enhance security, the proposed ROCOV based directional scheme can 

be supervised by an under-voltage element as in [91]. 

 

Fig. 2-3.  Local voltage measurement based directional ROCOV relay characteristics, (a) Line protection 

scheme, (b) Bus protection scheme (© Elsevier) 

 

Furthermore, it can be integrated with a lightning detector proposed in [43]. Essentially the 

same concept can be applied for bus fault detection. The voltage wave created by a bus fault is 

highly attenuated when it is passing through the terminal inductors on the lines connected to the 

faulted bus. Thus, if the peak |dv/dt| values at the line side of all terminal inductors are smaller 

than the peak |dv/dt| on the bus, a bus fault can be declared. Thus the bus fault detection relay 
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characteristics, as applicable to Bus-Y, can be developed as shown in Fig. 2.3(b). In this scheme, 

the operating quantity is the peak |dv/dt| value at the bus and the restraining quantity is the 

maximum of the peak |dv/dt| measured at line side of the terminal inductors connected to the bus. 

2.3.3. Security of Bus Protection in Bi -pole Transmission Systems 

with a Return Conductor  

Bi-pole HVDC transmission with a dedicated metallic return conductor (DMR) is considered 

as one of the most likely practical configurations for MT-HVDC grids [42, 92]. The DMR 

conductor in a bi-pole HVDC grid is usually earthed only at a single point to eliminate the stray 

ground currents and the flow of geomagnetically induced currents. Unlike in the radial 

symmetrical monopole test system used in [94], the DMR wire provides a very convenient path 

for induced traveling waves. These induced waves can interfere with the bus side measurements if 

di/dt limiting inductors are not present on the return conductor, as limiting of the rate of rising of 

current in the return conductor is not essential for the current interruption purposes. This can reduce 

the security of the proposed peak |dv/dt| based busbar protection and make the faults discrimination 

more challenging.   

During a pole-to-ground fault on a bus connected to a converter located far from the earthing 

point, the fault creates a step voltage of magnitude equals to nominal pole voltage on the DMR 

conductor (at the faulty bus) as the DC voltage of the converter will not change instantaneously. 

The resulting voltage wave travels along the DMR conductor towards other converter buses. A 

sudden change occurs in the pole voltages when this wave reaches another converter bus located 

away from the earthing point (again due to the fixed converter DC voltage at the wave incident 

bus). As a result, a considerable peak |dv/dt| values are generated. Thus a condition very similar to 
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a bus fault is created because the line side voltages are not much affected by the waves in the DMR 

conductor due to the terminal inductors. False operation of busbar protection due to the impact of 

waves traveling along the DMR conductor can be eliminated simply by inserting an inductance on 

the return wire at each terminal. This inductance is not necessary to be as large as the terminal 

inductances on the pole conductors, as they have no di/dt limiting function. It will be shown in 

Section 2.4.2 that an inductance of a few milli -Henrys is sufficient to block the traveling waves. 

2.4. Simulation Studies  

The dependability and the security of protection algorithms need to be evaluated rigorously 

under the actual environment which they are operated. However, it is impossible to test protection 

relays deployed in actual HV power systems since access to such systems is often restricted for 

security and safety reasons. Faults are very rare events and purposely staging faults in actuial 

power systems is not justifiable except for very specific situations. Development of scaled 

porotypes is not very common due to cost. Possible damages to expensive equipments and the 

challenges of creating required scenarios forces evaluation of protection algorithms to be done 

through simulations. Detailed EMT type computer models evolved over the time can produce 

voltage and current waveforms which are very similar to those observed in actual power systems. 

Hence, EMT type simulation is the common industry practice used for evaluating the performance 

protection algorithms. When the hardware prototypes are built, real time simulators, which are 

also based on EMT models, can be used to further evaluate the practical aspects of algorithm 

implimentations. Injecting simulated or synthesized waveforms using test sets is another approach 

for testing prototypes. However, this thesis mainly focuses on the algorithm development and 
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therefore off-line EMT simulations are used test the proposed algorithms throughout the thesis. 

This is also the currently established practice in industry.  

The bi-pole MT-HVDC grid example shown in Fig. 2.4 was used for simulation-based 

verification. The test grid consists of three MMCs connected to Buses-1, 2 and 3. The operating 

voltage is set to 320 kV by considering famous VSC based Caprivi HVDC link, which is a 950 km 

long HVDC link operating at 350 kV.   

 
Fig. 2-4.  The bipole-HVDC test grid (© Elsevier) 

They were modeled with sufficient details and the required basic controls for stable operation 

[98], with the double closed-loop vector control [99] being the approach used for realizing VSC 

controls. The diagram of the d-q vector controller is shown in Fig. A-1 in Appendix-I . Under 

normal situations, the MMC at Bus-3 operates in DC voltage control mode, while the other two 

operate in the constant power control mode to ensure stable grid operation and power balance. The 

capacitor voltage balancing algorithm is modelled in the MMC control and the ripple of capacitor 

voltage is taken into account in designing the control and selecting the capacitor value.   The DMR 

conductor is grounded near the voltage-controlled Bus-3.  
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Fault direction identification is challenging when alternative paths are available for 

travelling waves. Therefore, to evaluate the security of the proposed method, a test system having 

a loop structure is considered. Fault discrimination becomes more difficult when the transmission 

lines are long. Therefore, a 1500 km long overhead is included to test worse case scenarios. This 

legth is no unusual for HVDC systems, for example the length of Manitoba Hydro Bipole-III 

HVDC link is 1400 km. The transmission system parameters are given in Table A.3, Table A.4, 

Fig. A-4, and Fig. A-5 of the Appendix-I . The frequency-dependent phase domain models 

available in PSCAD [100] were used to simulate the cables and transmission lines. A 5 ms 

simulation time step was used to adequately capture the high-frequency behavior during the 

simulation of faults. The basic data of the grid are given in Table-2.1. As it is shown with 

calculation in Section-1 of Appendix-I , the MMC sub-module capacitor value is selected to 

achieve Energy/Power ratio to 10 J/kVA and the converter side voltage of the transformer is 

selected to limit the maximum modulation index to 1.15.   

Table 2-1  Test grid details (© Elsevier) 

Parameter               Value                Units 

 
Nominal DC Grid Power 1,000 MW 

Nominal AC Voltage (VLL) 230 kV 

Nominal DC Voltage  ±320 kV 

Equivalent MMC DC Capacitance  100 ɛF 

di/dt limiting reactor on poles 40 mH 

Power injected from Converter @ bus-1  250 MW/pole 

Power injected from Converter @ bus-2 -500 MW/pole 

 

The di/dt limiting inductors on the cable and overhead line terminals were set to 40 mH so 

that fault currents do not exceed 16 kA within 2 ms after the fault: this is the assumed capability 
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of the DCCBs.  Although use of wide range of inductor values such as 50 mH [101], 100 mH [42], 

150 mH [102] or 200 mH [44] can be found in literature, a 40 mH inductor was used to show that 

the proposed scheme works with even smaller terminal inductors, which is the worst case for fault 

discrimination point of view. As it is shown with calculation in Section-2 of Appendix-I , a 40 mH 

offers a 2 ms delay to the DCCB before it reaches the peak current 16 kA.  

2.4.1. Impl ementation of Peak ROCOV Calculation  

The signal processing involved in estimating the peak |dv/dt| of a measured voltage should 

be represented in the simulations when evaluating a ROCOV based protection scheme. A fault at 

the far end of a line or cable creates the lowest ROCOV values due to attenuation during traveling. 

Therefore, the minimum bandwidth requirement of the sensor is determined to avoid further 

attenuation for far-end faults. Assuming a minimum bandwidth of 10 kHz for practical high 

voltage sensors, an 8 kHz fourth-order Butterworth low pass filter was employed to alleviate any 

effects from the variations in the bandwidth of different sensors and high-frequency noise. The 

bandlimited voltage signal was then sampled at 25 kHz (sampling interval 40 ɛs > simulation time 

step 5 ɛs) with a 12-bit analog-to-digital converter (ADC). For far end faults, this ADC resolution 

and sampling frequency ensure that the difference between peak |dv/dt| before and after the 

sampling remains less than 5%. ROCOV values are calculated as:   

ὨὺὨὸϳ ὺ ὺ ЎὝϳ     (2.7) 

where vn and vn-1 are the sampled voltages at the current and previous sampling instants 

respectively, and æTs is the sampling interval (40 ɛs). A peak detector was then used to detect the 

peak |dv/dt| values. In order to speed up fault detection, unlike in [94], a time window was not 

used. Therefore, a trip signal may be generated whenever  exceeds the threshold and satisfy 
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the criteria  ů 1.2, even before the final peak ROCOV for the given fault occurs, as 

the output of peak detector keeps on increasing after the fault, until its final peak value is reached. 

The peak detector was configured to reset 4 ms after detecting a peak above the threshold.  

2.4.2. Influence of Inductors on Return Wire  

To demonstrate the impact of waves traveling through dedicated the return wire, an N-pole-

to-ground fault was applied at Bus-1, and the results are shown in Fig. 2.5. A steep voltage rise is 

observed on the DMR conductor, whereas the voltage rise on the N-pole conductor (line side of 

the terminal inductor) is very slow. According to Fig. 2.5(a) which shows the calculated |dv/dt| 

values at Bus-1 with the help of simulation, a very high peak |dv/dt| occurs on the DMR conductor 

voltage. As depicted in Fig. 2.5(b) and Fig. 2.5(c), the voltage wave on the DMR conductor travels 

uninhibited through Bus-4 and reaches Bus-2. When the wave hits Bus-2, the voltage at Bus-2 

increases rapidly by creating a high peak |dv/dt| as shown in Fig. 2.5(c). This can cause mal-

operation of the bus fault detection relay at Bus-2. The effects of the waves travelling through the 

DMR conductor can be mitigated by inserting a small inductance in series with the return wires, 

when connecting to a converter neutral point. According to Fig. 2.5(a), the observed |dv/dt| value 

of the return wire voltage at Bus-1 is considerably reduced when 2.5 mH inductors are placed on 

the return wire. Fig. 2.5(b) and Fig. 2.5(c) show the estimated |dv/dt| values of the voltages at Bus-

4 and Bus-2: observed peak |dv/dt| value at Bus-2 due to the wave reaching through the DMR 

conductor can be reduced to half by adding a 2.5mH inductor. Although having a DMR conductor 

inductor at Bus-3 (where the DMR conductor is earthed) is not helping to limit rate of rising fault 

current, having a DMR inductor enables changing the location of the earthing if required. 
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Fig. 2-5.  dv/dt values with different return wire inductor values for an N pole-ground fault at Bus-1 (© 

Elsevier),  (a) Bus-1, (b) Bus-4, (c) Bus-2 

In the simulations presented in Section 2.5, a 2.5 mH series inductor was included at the 

terminals of each return conductor.   
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2.4.3. Protection Settings   

The values of ROCOVL and ROCOVB were set after a fault study using the developed 

simulation model, considering the criteria described in Section-2.3. The ROCOVL threshold was 

set above the peak |dv/dt| value observed for a short circuit pole-to-pole fault on the remote bus in 

the forward direction. A 30% margin was considered in this study. For the directional 

characteristics, a slope of 1.2 was considered for improved security. Table-2.2 shows the settings 

of all transmission line and bus protection relays.  

Table 2-2  Relay settings (© Elsevier) 

Relay  ROCOVL 

(kV/ms) 

Relay 

protecting 

ROCOVB 

(kV/ms) 

 
R14/R41 150 Bus-1 600 

R24/R42 600 Bus-2 600 

R34 1780 Bus-3 600 

R43 1400 Bus-4 3000 

R13 1730   

R31 940   

These protection settings are applicable even when the network topology is changed, as it 

will be demonstrated in Section-2.5.5.  

2.5. Simulation -Based Verification of the Proposed 

Directional Peak ROCOV Protection Algorithm  

The current and voltage waveforms for a 0.01Ý N-pole-to-ground fault on Cable-14 at about 

100 km away from L41 are shown in Fig. 2.6(a). The peak |dv/dt| values of the line and bus side 

voltages at L41, as observed by Relay-R41, are 6568 kV/ms and 2344 kV/ms respectively. Based 
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on the trajectory of operating point plotted on the R41 relay characteristics shown in Fig. 2.6(b), 

relay R41 declares a fault in Cable-14.  

 

 

 
Fig. 2-6. Responses during a 0.01Ý N-pole-to-ground fault on Cable-14 (© Elsevier), (a) Voltages and current 

seen by R41, (b) Operating characteristics of R41 and responses for the fault, (c) Operating characteristics  of 

R43 and responses for the fault 

Similarly, the relay associated with L14 declares a fault in the direction of Cable-14 since the 

peak |dv/dt| values of the line and bus side voltages are 1916 kV/ms and 122 kV/ms respectively.  
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As the peak |dv/dt| values of the line side voltages are greater than the bus side peak |dv/dt| values 

at both ends of Cable-14, it can be concluded that the fault is within the Cabale-14. Note that the 

fault is detected almost instantly (Ū100 ës) after the arrival of the traveling wave at the inductor 

L41. The current is interrupted by opening B14 and B41 after the 2 ms operational delay assumed 

in the DCCB model. The peak ROCOV observed at R43 due to the opening of B41 is 1660 kV/ms. 

This is greater than the ROCOV setting of relay R43. Without the directional supervision, as 

depicted in Fig. 2.6(c), R43 would have issued an unnecessary trip to B43. The current I41 in Fig 

2.6(a) includes the current through the surge arrester in the hybrid DCCB [88], thus does not 

become zero immediately after the opening of B41. In the second test, a pole-to-pole fault with a 

resistance of 200 Ý is applied on the overhead line OHL-34, 800 km away from Bus-4. The current 

and voltage waveforms observed at the relay associated with B43 (N-pole) are shown in Fig. 

2.7(a), and the corresponding variation of the operating point on relay characteristics is shown in 

Fig. 2.7(b). 

The positive pole voltage and the current are not shown as those are nearly the mirror images 

of the negative pole voltage and the current. To demonstrate the functioning of the bus protection 

scheme, an N-pole-to-DMR conductor fault of 50 Ý resistance was simulated at Bus-4. The results 

are shown in Fig. 2.8(a) and Fig. 2.8(b). The bus side peak |dv/dt| value is higher than the threshold 

(ROCOVB) and all peak |dv/dt| values measured at the line sides; according to the proposed 

directional criteria, decision will be made based on the peak |dv/dt| at line side of L43, which is 

the highest. In order to confirm the proper operation of the protection scheme, a large number of 

faults were simulated at different locations.  
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Fig. 2-7. Responses for a 200 Ý pole-to-pole fault on OHL-34 (© Elsevier), (a) Voltages and current seen by 

R43, (b) Operating characteristics  of R43 and responses for the fault 

 

 

 
Fig. 2-8.  Observations for a 50Ý pole-to-return wire fault a Bus-4 (© Elsevier), (a) Voltages and currents at 

Bus-4, (b) Corresponding operating characteristics 
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2.5.1. Responses for Cable Faults    

In order to evaluate the dependability and security of the proposed method, responses of all 

IEDs are recorded after applying variety of fault scenarios.  Table 2.3 summarizes the performance 

of the line protection scheme for faults on Cable-14 and Cable-24. In the tables, the first column 

indicates the distance to the fault measured from the relay associated with the voltage shown in 

the third column and RF denotes the fault resistance. The columns labeled ὠ  and ὠ give the 

estimated peak |dv/dt| values observed at the line side of the terminal inductor Lij and Bus-i, 

respectively. The first raw corresponding to a fault indicates observed peak ROCOV due to the 

fault and the second raw indicates the observed peak ROCOV after clearing the fault. The letter T 

or NT in the last columns indicates whether a trip signal is generated (T) or not (NT) by the 

corresponding relay. The observed peak |dv/dt| values at two ends of a cable are very close to each 

other when the fault is in the middle. 

Table 2-3 Relay responses for faults on cable C-14 

Loc.(km) RF (Ý) Peak |dv/dt| (kV/ms) at Responses  

 

C-14  ὠ   ὠ ὠ  ὠ ὠ  R14 R41 Other  

 

0 0.01 5432 323 1318 488 317 T T NT 

  11176 610 10866 3907 1318   NT 

100 10 2545 146 757 293 170 T T NT 

  10944 634 10541 3760 1221   NT 

250 50 390 24 390 146 73 T T NT 

  10620 622 439 146 73   NT 

500 50 268 18 1098 24 122 T T NT 

  10700 628 3052 976 390   NT 
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Table 2-4 Relay responses for faults on cable C-24 

Loc. (km) RF (Ý) Peak |dv/dt| (kV/ms) at Responses  

 

C-24  ὠ  ὠ ὠ  ὠ ὠ  R42 R24 Other   

 

0 0.01 6568 415 5410 1974 683 T T NT 

  11404 757 11025 3974 1318   NT 

50 0.01 7032 522 7076 2692 1074 T T NT 

  10866 610 10769 3743 1074   NT 

50 10 2759 170 2769 1025 415 T T NT 

  10866 683 10923 3948 1318   NT 

100 0.01 5396 366 6564 2333 879 T T NT 

  11062 659 11487 4282 1358   NT  

100 50 1074 73 1307 487 170 T T NT 

  9377 58 10717 3871 1294   NT 

 

Also note that high peak |dv/dt| values are observed at the line side of L43 connected to the 

overhead line (ὠ ). These values occur when B41 opens to clear the faults on Cable-14. According 

to Table 2.3 and Table 2.4, the relays protecting the cables are capable of detecting all line faults. 

No false trip signals were generated by any other relay. 

2.5.2. Responses for Faults on Overhead Line s    

Table 2.5 summarizes the performance of the protection scheme for faults in OHL-34. The 

observed peak |dv/dt| values for the overhead line shown in Table 2.5 are much higher than the 

observed peak |dv/dt| for cables shown in Table 2.3 and Table 2.4. This is due to the lower 

attenuation constant of an overhead transmission line than the cables. 
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Table 2-5 Relay responses for faults on OHL-34 

Loc. (km) RF (Ý) Peak |dv/dt| (kV/ms) Responses  

ὠ  ὠ ὠ  ὠ  ὠ R34 R43 Other  

 

0 0.01 5470 317 97 4322 1440 T T NT 

  11282 586 170 8522 2857   NT 

0 100 3809 244 73 3003 1001 T T NT 

  10134 534 170 5616 1855   NT 

300 10 4249 122 48 3540 1196 T T NT 

  7106 366 97 8424 2808   NT 

600 100 2222 73 24 2222 757 T T NT 

  7960 390 122 7960 2661   NT 

1200 0.01 3467 122 48 4737 1611 T T NT 

  8766 350 122 7594 2564   NT 

1500 100 2881 122 48 3858 1318 T T NT 

  7032 341 97 10134 3394   NT 

 

2.5.3. Responses for Bus Faults     

Table 2.6 summarizes the performance of the protection scheme for bus faults. The tests 

showed that all the bus protection relays operate as intended. The highlighted cells in Table 2.6 

show that when clearing the bus faults, remote relays protecting the overhead lines connected to 

the faulted bus tend to operate due to the high peak |dv/dt| caused by the breaker opening. This can 

be avoided by increasing the respective ROCOVL settings, slightly trading off the sensitivity. On 

the other hand, although this breaker operation is unnecessary, opening of the breaker does not 

have any impact on the power flow. Therefore, the ROCOVL settings were left unchanged.  
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Table 2-6 Relay responses for bus faults 

Loc. 

 

RF(Ý) Peak |dv/dt| (kV/ms) Responses  

ὠ ὠ  ὠ  ὠ  ὠ  R1Y Other  

 

Bus-1 0.01 5445 2271 109 634 97 T NT 

  5445 7252 10321 3321 146  R31 

Bus-1 50 2564 1050 48 341 24 T NT 

  2564 6836 7544 2197 24  R31 

Bus-1 200 670 439 18 146 24 T NT 

  670 7765 5896 3003 24  R31 

 

  ὠ ὠ  ὠ  ὠ  ὠ  R4Y Other  

 

Bus-4 0.01 5421 97 102 1782 1489 T NT 

  5421 7106 10207 10119 2808  R34 

Bus-4 50 4734 97 76 1489 1269 T NT 

  4737 10749 9871 6882 1611  NT 

Bus-4 200 3247 48 51 927 781 T NT 

  3247 10329 10589 5592 1343  NT 

2.5.4. Fault Detection Time  

A bipolar low resistance grounded HVDC scheme requires a faster protection than a high 

resistance grounded or symmetrical monopole HVDC grids [38]. The time taken by the proposed 

ROCOV based relays to detect a fault (TProc.) can be estimated by [38]:   

Ὕ Ȣ Ὕ Ὕ             (2.9) 

where Ὕ  is the period between the fault occurrence and the detection,  Ὕ  is the 

time taken by the fault generated voltage waves to travel from the location of the fault to the 

terminal. The estimated velocities are 300 km/ms and 110 km/ms respectively for OHL-34 and 
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Cable-14. Fig. 2.9 shows the estimated processing delay for different fault locations in Cable-14 

and OHL-34. The maximum processing delays are 130 ɛs and 165 ɛs for Cable-14 and OHL-34 

respectively.  Simulation results show that the proposed peak |dv/dt| based directional scheme 

detects and discriminates faults reliably within a much shorter time compared to the methods that 

use other indicators such as transient voltages [94] or derivatives of currents [44]. The proposed 

algorithm detects and discriminates all types of faults in less than 200 ɛs. 

 
Fig. 2-9.  Processing delay for different fault locations (© Elsevier) 

In contrast, the algorithm proposed in [101] may take over 1 ms to detect a fault and the 

method proposed in [94] requires 1.74 ms to detect a fault located at about 100 km away from the 

relay in a cable.  

2.5.5. Performance during an Outage of OHL -31  

The capability of maintaining the protection performance despite the changes in network 

configuration or operating conditions is a vital characteristic of a robust grid protection system. To 

evaluate the performance of the proposed protection scheme at a network reconfiguration, a radial 

grid was created by opening B13 and B31. The peak |dv/dt| values and the relay responses were 

recorded. Selected sample results are presented in Table 2.7, Table 2.8, and Table 2.9.  
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Table 2-7 Responses for bus faults in the radial network (© Elsevier) 

Loc. 

 

RF (Ý) Peak |dv/dt| (kV/ms) Responses 

ὠ ὠ  ὠ  ὠ  R1Y  Other  

 

Bus-1 0.01 5389 109 97 463  T NT 

  5389 10285 97 463   NT 

Bus-1 50 2722 48 48 146  T NT 

  2722 10083 48 146   NT 

 

  ὠ ὠ  ὠ  ὠ  ὠ  R4Y  Other  

 

Bus-4 0.01 5372 97 102 1782 1465 T NT 

  5372 10207 10133 7081 2808  R34 

Bus-4 200 3223 73 76 952 757 T NT 

  3223 10150 11564 7789 2173  R34 

Table 2-8 Responses for line faults on C-14 in radial network  (© Elsevier) 

Loc. (km) RF(Ý) Peak |dv/dt| (kV/ms) Responses 

 

C-14  ὠ   ὠ ὠ  ὠ ὠ  R14 R14  Other  

 

 0 0.01 5432 342 1294 488 317 T T NT 

  11133 665 10891 3907 1318   NT 

250 10 1342 91 1343 488 219 T T NT 

  10834 714 10749 3858 1294   NT 

500 50 256 24 1074 390 146 T T NT 

  10559 720 9474 3443 927   NT 
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Table 2-9 Responses for line faults on OHL-34 in radial network(© Elsevier) 

Loc.(km) RF (Ý) Peak |dv/dt| (kV/ms) Responses 

 

OHL-34  ὠ  ὠ ὠ  ὠ ὠ  R34 R43  Other  

 

0 0.01 5470 341 4249 ρτρφ 24 T T NT 

  11257 634 8278 2759 48   NT 

300 10 4224 244 3492 1172 24 T T NT 

  7301 439 7203 2417 48   NT 

1500 100 2808 146 3833 1269 24 T T NT 

  7472 439 9987 3345 73   NT 

 

The results show that the network reconfiguration does not considerably change the peak 

|dv/dt| values measured during the faults. This is because the di/dt limiting inductors installed at 

line ends acts as low pass filters (as theoretically explained in Section-2.3) and essentially isolate 

the different sections of the network for high-frequency transients. Thus, the removal of one 

network element has only a minor effect on the magnitudes of the traveling waves observed at the 

line side of the di/dt limiting inductor of an in-service line (for faults on that line).With the 

proposed directional supervision, the peak |dv/dt| observed at the line side of the inductor is the 

most important factor for fault detection and discrimination. As the peak |dv/dt| is not affected by 

the network topology changes, the proposed protection scheme is robust against minor network 

topology changes. However, changes in the line flows alter the peak |dv/dt| values due to the 

breaker opening. Note that the column corresponding to the R1Y indicates the responses of bus 

protection logic at all relays connected to Bus-1. 
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2.5.6. Performance Under  Different Earthing Point s   

Transmission lines and/or converter outages may demand a change of earthing point on the 

metallic return conductor. The influence of earthing point changes on protection settings and the 

operation of the proposed method was evaluated. Some sample results taken after moving the 

earthing point from Bus-3 to Bus-2 are presented in Table 2.10 ïTable 2.12. A reduction of peak 

|dv/dt| at the line side of the terminal inductors was observed when the earthing point is moved 

away from a line. In contrast, a reduction of peak |dv/dt| on a bus was observed when the earthing 

point is moved closer to the bus. However, most of the times these reductions are less than 10% 

and did not require a change of ROCOVL or ROCOVB settings. 

Table 2-10 Relay responses for faults on OHL-34 when the earthing point is changed  

Loc. (km) RF (Ý) Peak |dv/dt|  (kV/ms) Responses 

 

  OHL-34  V'34 V'3 V'31 V'43 V'4 R34 R43  Other  

 

0 0.01 5470 1367 634 3589 1196 T T NT 

  10769 1587 903 3589 1196   NT 

900 0.01 3003 360 244 3785 1268 T T NT 

  8278 1001 488 8498 2892   NT 

1500 100 2588 463 219 3858 1294 T T NT 

  7326 1025 488 10134 3594   NT 
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Table 2-11 Relay responses for faults on cables when the earthing point is changed (© 

Elsevier) 

Loc.(km) RF (Ý) Peak |dv/dt|  (kV/ms) Responses 

 

C-24  ὠ  ὠ ὠ  ὠ ὠ  R42 R24  Other  

 

  0 50 1318 75 1076 410 122 T T NT 

  10462 586 10794 3871 1269   NT 

50 10 2759 170 2769 1025 415 T T NT 

  10940 586 10923 3748 1343   NT 

100 0.01 5396 317 6564 2332 879 T T NT 

  11184 586 11487 4282 1309   NT 

 

 C-14  V'14 V'1 V'13 V'41 V'4 R14 R41  Other  

 

0 50 1086 67 24 268 97 T T NT 

  10718 634 293 19104 610   NT 

250 10 1355 79 98 1367 488 T T NT 

  16884 622 268 10647 3858   NT 

500 0.01 1300 85 97 5421 1978 T T NT 

  11060 622 219 10940 3907   NT 

 

Table 2-12 Relay responses for bus faults when the earthing point is changed (© Elsevier) 

Loc.(km) RF (Ý) Peak |dv/dt|  (kV/ms) Responses 

 

 Bus-2  V'2 V'24 V'42 V'4 V'1 R24  Other  

 

 0.01 5396 122 179 102 24 T NT 

  5396 9816 205 102 24  NT 

 10 4590 73 102 51 24 T NT 

  4590 10818 256 128 24  NT 
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 Bus-3  V'3 V'31 V'34 V'43 V'13 R3Y  Other  

 

 0.01 5445 2246 2466 1245 1758 T NT 

  5445 2246 2466 1245 1758  R13 

 200 2002 796 1074 488 683 T NT 

  2002 4126 3321 1123 1391  NT 

 

 Bus-4  V'4 V'41 V'42 V'43 V'34 R4Y  Other  

 

 0.01 5421 97 102 1782 1318 T NT 

  5421 10207 10719 7130 2490  R34 

 200 3247 48 51 952 684 T NT 

  3247 10329 10589 8567 1245  NT 

2.6. Discussion  

The protection scheme was further evaluated by changing the power flow direction and the 

power transfer level. However, regardless power flow direction and the power transfer level, the 

proposed protection scheme was capable of accurately detecting all the simulated faults. For the 

test grid considered, a fault with 50 Ý or more resistance at any location on a cable or overhead 

line, resulted a steady-state fault current less than 6.4 kA, which is assumed less than 50% of the 

DCCB breaking capacity. Thus, the proposed protection scheme is capable of detecting any fault 

causing a steady-state fault current above the breaker capacity in less than 200 ɛs, regardless of 

changes in the operating conditions or network topologies.    
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2.7. Concludin g Remark s 

A peak ROCOV based protection scheme for an MT-HVDC grid was proposed. The line end di/dt 

limiting inductors, which are essential for allowing sufficient operating time for DCCBs, enable 

the fault discrimination based on the peak |dv/dt| values observed at the line side of the inductors. 

The direction of a fault with respect to a terminal inductor can be reliably determined by comparing 

the peak |dv/dt| values observed at its two ends. The fault direction determined with the local 

measurements can be combined with the peak |dv/dt| thresholds to develop a sensitive and secure 

line and bus protection relays. It was shown that the inclusion of a small inductor of about 2.5 mH-

5 mH in the DMR conductor improves the directional protection function in bipole HVDC grids 

with a single point earthed return wire. The proposed protection scheme was tested on an MT-

HVDC grid which was simulated in PSCAD/EMTDC. It was shown that the proposed protection 

scheme is capable of detecting any fault that is causing a steady-state fault current beyond the 

breaker rating in less than 200 ɛs by using only local measurements. With the proposed method, 

better fault discrimination can be achieved by introducing a small terminal inductor. A protection 

system with the settings determined under the normal operation is capable of detecting faults even 

after changes in the operating conditions or the HVDC grid configuration. The proposed protection 

scheme can be easily implemented with readily available hardware: a voltage sensor having a 

bandwidth of 10 kHz, 25 kHz sampler, and a 12 bit analog to digital converter. 



47 

 

Chapter 3 

Fault Type Identification in HV DC 

Transmission System s  

3.1. Introduction  

In this chapter, the problem of identifying the fault type in HVDC transmission systems is 

investigated. The knowledge of faulted conductors is especially important in bipole HVDC 

systems for exploiting the redundancy, and in MT-HVDC grids, identification of fault type needs 

to be completed within an extremely short time interval as discussed in the previous chapters. In 

the next few sections, the related background and the related past work are examined, a novel 

generic approach for identifying the conductors involved in a fault is developed, and its 

applicability for a verity of HVDC transmission configurations is verified using detailed 

simulations. The robustness of the method, its advantages and limitations are also discussed.  The 

work presented in this chapter is based on the following publications:  

[B]  M. H. Naushath, A. D. Rajapakse, "Fault Type Discrimination in HVDC Transmission 

Lines Using Rate of Change of Local Currents," IEEE Trans.  Power Del., vol. 35, no. 01, 

pp. 117-129, Feb. 2020.  

[C] M. H. Naushath, A. D. Rajapakse, "A single pole to ground fault location method for 

HVDC transmission lines based on coupling characteristics," In Proc. IET International 

Conference on AC and DC Power Transmission, Coventry, UK, Feb. 2019.  
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[D]  M. H. Naushath, A. D. Rajapakse, " Identification of Faulty Conductors in HVDC Links 

Connecting Future Offshore Wind Sites," In Proc. IET International Conference on 

Developments in Power System Protection, Liverpool, UK, Mar. 2019. 

3.2. Background and Literature Review  

Prompt identification of the conductors involved in a fault is vital to exploit the redundancy 

in the bipole HVDC transmission configuration and thereby to minimize the disruption to power 

flow in the healthy parts of the system [40]. The speed of fault type identification is particularly 

important in VSC based bipole MT-HVDC transmission systems where the fault clearing needs to 

be accomplished within several milliseconds. This is because the fault currents in VSC HVDC 

systems rise rapidly and the overcurrent capacity of semiconductor switching devices used in 

VSCs is limited [104].  

A number of techniques have been recently proposed to detect DC faults and identify the 

faulted section in MT-HVDC transmission systems within a sub-millisecond time frame [41-42]. 

These techniques, however do not explicitly address the issue of fault type identification, which is 

difficult due to electromagnetic coupling between the conductors of a bipole HVDC transmission 

system; a close-up pole-to-ground short circuit can cause a strong induced transient on the 

conductor of the healthy pole [43]. Since the coupling is more prevalent at higher frequencies, the 

independent pole by pole fault detection schemes based on the high-frequency current components 

or the derivative of voltages [43, 106] is more prone to false operation during the faults on the 

other pole. A typical approach to avoid false responses is to use less sensitive thresholds. The use 

of higher thresholds to prevent false operations (as in [41-42]) will lower the sensitivity and 

selectivity. If a reliable fault type discrimination algorithm is available to supervise the main 

protection functions, more sensitive settings can be applied to improve the protection performance.  
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Successful identification of the faulty pole is only a part of the information required to make 

a protection decision. When a DMR conductor is present, if a pole-to-DMR fault cannot be 

discriminated from a pole-to-ground fault, it is not possible to decide whether the monopole 

operation is safe [40]. This is also important to identify potential safety hazards for the repair crews 

[104]. Due to the challenging nature of the problem, artificial intelligence-based fault classifiers 

[106] are often proposed in the literature for identifying the fault type in HVDC transmission 

systems.  

A novel fault type discrimination scheme is developed in this chapter using only the local 

current measurements through all of the conductors accessible at the DC line terminal. The scheme 

depends on relatively low-frequency components (< 1 kHz) in the measured terminal currents. The 

decisions are based on a simple set of indices computed considering a pair of conductors at a time. 

Each index, computed as the ratio between the maximum rates of change of currents (ROCOC) 

observed in the corresponding conductor pair, is used to determine whether the fault is in the two 

respective conductors. Therefore, the implementation is straightforward when compared to the 

previously published methods such as the one in [40], and does not involve laborious training 

phases required in the machine learning-based methods [107]. The method is reliable, because 

these indices are more or less independent from the fault resistance, unlike the parameters proposed 

in [40]. Since the local current measurements are required for both converter control and fault 

detection [108-109], the proposed low-frequency current measurement based fault discrimination 

algorithm can be implemented with little or no additional cost using already available 

measurements. As the proposed method relies only on local measurements, communication links 

are not necessary as in the current differential schemes [40] and therefore it operates faster. Since 

it is fast, the method can be used for supervising protection and blocking converter poles. Notably, 
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the proposed method is applicable for discriminating pole-to-ground faults from pole-to-DMR 

faults. Therefore, it can also be used for control purposes and to warn repair crews on possible 

health hazards.  

The method proposed is more generic, more reliable, and simpler compared to the previously 

published algorithms for identifying the poles and the conductors involved in a DC fault; yet it is 

very fast and accurate.  Furthermore, the proposed method is applicable to discriminate all possible 

types of faults in a given transmission configuration. The method can be applied to bipole two-

wire or three-wire systems, LCC or VSC systems, overhead lines or cables, or two terminal or 

multi-terminal systems. In this thesis, the method is verified in following HVDC transmission 

configurations.  

1. Two-conductor and three-conductor HVDC link terminated with LCC stations. 

2. Three-conductor overhead transmission line and cables terminated with VSC stations or 

non-converter buses in a multi-terminal HVDC transmission system. 

3. Non-homogeneous transmission system where two-conductor submarine cable system 

originating from a VSC rectifier station connected to an LCC inverter station through a 

three-conductor overhead transmission.   

One of the indices calculated for a pole-to-ground fault is a single-valued function of fault 

location and independent of the fault resistance. Therefore, the ability to locate single pole-to-

ground faults using this index is also investigated.   

3.3. Fault Type Identification  Logic      

In order to demonstrate the logic behind the proposed fault type identification, the expected 

variation of terminal currents in a three-conductor bipole HVDC transmission systems during the 
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DC side faults is investigated. Different types of DC side faults are simulated with the help of a 

simplified circuit model. DC fault characteristics of an MMC is considered for this demonstration. 

With the help of observations, the expected nature of the fault current variation is explained and 

the logic is developed.  

The logic is based on the calculated values of a number of indices that compare the maximum 

rates of change of currents through each conductor for a short time window of measurement after 

a fault. With the help of calculated values for indices, the faulty pole(s) and the involvement of 

DMR conductor in the fault are determined.   

3.3.1. Modeling the Behavior  of Faulted MMC -HV DC Systems      

Due to economic reasons, most of the MMC-HVDC converter stations are built using half-

bridge submodules. The DC side fault current from a half-bridge MMC follows three distinct 

stages [109]. Immediately after the DC fault, a very high rate of change of current is observed as 

the DC capacitors of connected submodules discharge rapidly. The fault behavior of the converter 

during this phase can be represented in the form of a series RLC circuit as shown in Fig. 3.1(a) 

[109]. The capacitor initial voltage can be determined considering the pre-fault submodule 

voltages. The low-level internal protection of the converter detects this rapid rise of current and 

turns-off IGBT switches. Once all the submodule capacitors are blocked, the second stage of fault 

transient begins. During this second stage, the lower and upper arms of the converter are effectively 

shorted and therefore, the stored energy in the arm inductors and line inductance decays through 

the IGBT anti-parallel diodes. Eventually, MMC becomes an uncontrolled rectifier in Stage-3. 

During Stage-3, the fault current becomes steady and contains only the contribution from the AC 

grid. 
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(a) 

 

(b) 
Fig. 3-1. Simplified representation of a faulted MMC HVDC system (a) MMC, (b) three-conductor 

transmission system (©IEEE)  

The duration of stage-1 could be less than 1 ms (2 pu current threshold is typical [110]), 

while stage-2 could extend well over 100 ms [111]. The circuit shown in Fig. 3.1(a) can be used 

to mimic the fault behavior of a half-bridge submodule based MMC [109]. At the end of Stage-1, 

the positions of switches SCN (N=1é 6) are changed and the ganged switch SG is closed to simulate 

the changing circuit conditions, as shown in Fig. 3.1(a).  

The simplified HVDC transmission system shown in Fig. 3.1(b) consists of a three-

conductor transmission line and MMCs represented using the converter model shown in Fig. 

3.1(a).  This circuit can be used to predict the typical fault behavior of a bipole VSC based HVDC 

transmission system with a DMR conductor. Typically, the DMR conductor is grounded only at 
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one point. In this example, the DMR conductor is grounded at end-2, which is the inverter side. 

For simplicity, the transmission line in Fig. 3.1(b) is represented as two p-equivalent circuits. All 

conductors are assumed to be terminated with series di/dt limiting inductors [91].  

3.3.2. Basis of I dentifying the Conductors Involved in a Fault   

The fault currents shown in Fig. 3.2 demonstrate the typical variations observed immediately 

after a metallic P-pole-ground fault. For this fault, only the IGBTs in P-pole MMCs were blocked, 

because N-pole is not involved in the fault. The possible fault current paths for a P-pole-to-ground 

fault are indicated in Fig. 3.1(b). 

 
Fig. 3-2. Current waveforms during a P-pole-to-ground fault (a) at ungrounded MMC (b) at grounded MMC 

(© IEEE)  

During Stage-1 and at the beginning of Stage-2, the fault current contribution from the 

ungrounded converter can come through both N-pole and DMR conductors as well as through the 

line capacitances. Although only the P-pole conductor is involved in the fault, currents in all three 

conductors are subjected to transient variations, making it difficult to determine the type of fault. 

In a longer time scale, the currents in the healthy pole will be restored by the converter controls, 

which are not modeled in this simplified representation. In Fig. 3.3, the computed changes in the 

currents, i.e. the fault current minus the respective pre-fault current (ЎὍȟЎὍȟЎὍ ,), are shown 
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for the ungrounded MMC (rectifier) side for four different types of faults. The considered faults 

are (i) P-pole-to-N-pole, F1, (ii) P-pole-to-DMR, F2, (iii) P-pole-to-ground, F3, and (iv) P-pole-to-

DMR-to-ground, F4, faults. The plots show the variations of current changes immediately after the 

faults, over a much shorter period (about 3 ms). To illustrate the effects of mutual coupling and 

the details of the line model on the transient response, the plots in Fig. 3.3 show three different 

curves for the same quantity, obtained using three different line models. The line models are: (i) 

distributed parameter line model, noted as ñtlò, (ii) coupled p-model, noted as óp1ò, and (iii) 

uncoupled p-model, noted as óp2ò. 

 
Fig. 3-3. Changes in the conductor currents at the ungrounded MMC for (a) F1 (b) F2, (c) F3, and (d) F4 (© 

IEEE)  

The parameters used for the simulations are given in Table A.1 and Table A.2 of the 

Appendix-I . Fig. 3.4 shows the corresponding changes in currents observed at the grounded MMC 

(inverter side ЎὍȟЎὍȟЎὍ ) for four different fault types.  
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Fig. 3-4.  Changes in the conductor currents at the grounded MMC for (a) F1 (b) F2, (c) F3, and (d) F4 (© 

IEEE)  

Based on the results shown in Fig. 3.3 and Fig. 3.4, the following conclusions can be made: 

1. For pole-to-pole faults (such as F1), as shown in Fig. 3.3(a) and Fig. 3.4(a), the initial 

changes in the faulted conductor (P- and N-pole conductor) currents follow the same 

pattern, but in opposite directions. The healthy conductor (DMR) current remains 

unchanged.  

a. These observations are true, regardless of (i) whether the MMC is grounded or not, 

(ii) the type of line model used.  

b. Although, the line model causes differences in the actual variations, for example, 

the distributed parameter line model clearly shows current wave travel delays, the 

general observation is still true.  

2. For pole-to-DMR faults (such as P-pole-to-DMR fault F2) shown in Fig. 3.3(b) and Fig. 

3.4(b), the initial change in the faulted conductor currents follow the same pattern, but 

in opposite directions. The healthy conductor (N-pole in the case of F2) current remains 

more or less unchanged during the initial period.  
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a. Again, the observations are true for both grounded and ungrounded MMCs, 

regardless of the line model used. 

3. During pole-to-ground faults (such as P-pole-to-ground fault F3) shown in Fig. 3.3(c) 

and Fig. 3.4(c), the initial changes in the healthy conductor currents follow the same 

pattern and vary in the same direction. The faulted conductor (P-pole in the case of F3) 

current changes faster than the healthy conductor currents in the opposite direction.  

a. When the distributed line model or coupled p-model is used, the healthy conductor 

currents at the grounded and ungrounded MMCs show the same initial direction of 

variation.  

b. If the coupling between the conductors is ignored, the directions of the initial 

current variations are different for the grounded MMC.  

4. During the pole-to-DMR-to-ground faults (such as P-pole-to-DMR-to-ground fault F4), 

as shown in Fig. 3.3(d) and Fig. 3.4(d), the faulty pole conductor (P-pole in the case of 

F4) current changes much faster than the healthy pole conductor (N-pole in the case of 

F4) current, regardless of whether the MMC is grounded or not.  

a. If the inter-conductor coupling is considered, the DMR current changes in the 

direction opposite to that of the faulted pole-conductor current at both the grounded 

and ungrounded MMCs.  

b. When the inter-conductor coupling is ignored, the DMR current at the grounded 

MMC remains unchanged.    

The reasons for the above observations arise from the paths of the fault currents during Stage-

1 and at the beginning of Stage-2. The possible paths for P-pole-to-ground fault currents are 

indicated in Fig. 3.1(b). Based on the above observations, a procedure can be formulated to 
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identify the type of fault and the conductors involved, considering the initial change of conductor 

currents after a fault. The ROCOC facilitates detecting the trend of a current variation faster than 

the magnitude of the current could, and therefore, the initial rate of change of conductor currents 

can be used in place of the magnitudes of the current changes. In fact, ROCOC has been commonly 

used as a fault indicator in HVDC systems [101-102]. A technique capable of identifying the fault 

type using the above-mentioned features of fault currents is developed next.    

3.3.3. ROCOC Based Fault Type Indices   

Although the fault resistance and the fault location can influence the actual magnitudes of 

the initial rate of change of conductor currents, the conclusions made in Section-3.3.2 are all based 

on the relative variations in the change of currents; therefore, they should hold true regardless of 

the fault resistance or the fault location. In order to formulate the necessary logic using the relative 

rate of change in currents, the index Ὂ  is defined to express the rate of change of current in 

Conductor-X relative to that of Conductor-Y  [112]. 

Ὂ

ὨЎὍ
Ὠὸ

ὨЎὍ
Ὠὸ

ὨὍ
Ὠὸ

ὨὍ
Ὠὸ

 

 

(3.1) 

The pre-fault ROCOC is assumed to be insignificant when compared with the initial ROCOC 

during a fault. According to the observations presented in the previous section, FXY is closer to 

unity when:  

1. the fault is between Conductor-X and Conductor-Y (hereafter referred to as the criterion for 

identifying faulty conductors during inter-conductor faults) or  

2. both Conductor-X and Conductor-Y are not involved in the fault, for example during a 
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ground fault on the remaining conductor (hereafter referred to as the criterion for 

identifying healthy conductors during single conductor faults).  

This approach of pairwise comparison can also be identified as a test whether or not a fault 

is inside the loop between the two terminals where measurements are taken. In the latter case, both 

conductors are not involved in the fault. Furthermore, FXY is greater than unity when Conductor-X 

is involved in the fault while Conductor-Y is not; and FXY is less than unity when Conductor-X is 

not involved in the fault while Conductor-Y is involved.  

Faulty conductor identification is greatly simplified when using an index such as Ὂ  defined 

in (3.1). The pairwise comparison approach avoids the impact of fault resistance and mitigates the 

influence of the fault location to a certain extent. It should be noted that the above observations 

made considering the initial changes in currents during the transient period immediately after a 

fault and may not hold for steady-state fault currents.  

In order to arrive at robust decisions which are less prone to noise, the index defined in (3.2) 

is proposed [112]:  

Ὂ ὸ
ÍÁØ

ὨὍǬ
Ὠὸ

ÍÁØ
ὨὍǬ

Ὠὸ

 

  

(3.2) 

The currents ὍǬ and ὍǬ in (3.2) are acquired by applying a low pass filter to the current 

measurements Ὅ and Ὅ  in Conductors-X and -Y respectively. The maximum rates of change of 

ὍǬ and ὍǬ are calculated considering a short time window after the fault detection. Higher 

conductor coupling at higher frequencies (> 5kHz) makes it difficult to discriminate the faulty pole 

from the healthy pole. Complete elimination of mutual coupling may make it impossible to identify 

the ground faults at the grounded converter. As explained in Section-3.3.2, the initial direction of 

the change of current observed at the grounded MMC was different when the mutual coupling is 
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ignored. Therefore, the cutoff frequency of the filter should be carefully selected so that the right 

degree of variation in the currents due to mutual coupling between the conductors is captured. 

More details on selecting a proper cut-off frequency will be presented in Section-3.4.1.2.   

Several indices are defined for three-conductor configuration (i) considering a pair of current 

measurements in a possible fault current loop, or (ii) considering a pair of current measurements 

in healthy conductors, as illustrated in Fig. 3.5. As the aim of calculating each index is to capture 

the ratio between the first positive peaks of the rate of change of current observed at the two ends 

of a possible fault current loop, the direction of measurement is important in calculating the index 

defined in (3.2). Indices defined in Section-3.3.5 are based on the assumption that all currents are 

measured from a converter toward the line, as indicated in Fig. 3.5. 

VSC-A VSC-BIn

Transmission Line

Ir FPN

FPR

Fau lt  FRNFgRN

FgPR

Ip

 
Fig. 3-5.  Current measurements considered for different indices (© IEEE) 

3.3.4. Signal Processing and Calculation of I ndices    

The signal processing functions involved in calculating the indices are shown in Fig. 3.6. 

After applying a polarity correction, each measured current is sent through a low pass filter.  
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Fig. 3-6.  Signal processing involved in calculating FXY (© IEEE)  

Then the maximum rate of change of each filtered current signal is computed and passed on 

to trigger the logic and ratio calculation blocks. The di/dt based fault detection logic triggers the 

algorithm when the sum of two maximum di/dt values exceeds a pre-set threshold, ȹI, and starts a 

timer. This trigger signal can be replaced with the output of an alternative fault detection method 

such as [42, 113-120], if needed. The output of the delay and hold is set to high after a short time 

delay of TD. When the delay and hold output is set, inputs to the maximum value detectors are 

switched to zero, causing the outputs of the maximum di/dt detectors to freeze at their values after 

a delay of TD from the time of detecting the fault. The fault detector also directs the ratio of the 

outputs of two maximum detectors to the final output as the value of FXY. The maximum value 

detectors need to be reset after detecting a fault. 

3.3.5. Faulty Conductor I dentification Logic   

The criteria used to identify the faulted conductor is developed in this section. Five indices 

are defined. The first index, FPN, is defined to identify the faulty pole. The next two indices, FPR 
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and FRN, are used to identify P-pole-to-DMR faults and N-pole-to-DMR faults. The remaining two 

indices FgRN and FgPR are used to identify P-pole-to-ground faults and N-pole-to-ground faults.   

3.3.5.1. The Logic for I dentification of Faulty Pole(s)    

The index FPN used to identify the faulty pole(s) is defined as  

Ὂ
ὓὥὼ

ὨὍǬ
Ὠὸ

ὓὥὼ 
ὨὍǬ

Ὠὸ

 

 

(3.3) 

According to the discussion in Section-3.2.3, the following criteria hold: 

Criterion-A1: for a P-pole-to-N-pole fault, 

ρ Ὧ Ὂ ρ Ὧ  

Criterion-A2: for P-pole-to-ground or P-pole-to-DMR faults,  

Ὂ ρ Ὧ  

Criterion-A3: for N-pole-to-ground or N-pole-to-DMR faults,  

Ὂ ρ Ὧ  

where Ὧto Ὧ are positive tolerance settings. Criterion-A1 helps to discriminate a P-pole-to-N-

pole fault from a single-pole-to-ground fault or a single-pole-to-DMR fault.  

3.3.5.2. The Logic for I dentification of Pole-to-DMR Faults   

A P-pole-to-DMR fault can be identified by comparing the maximum ROCOC values of P-

pole current and DMR current. Therefore, index FPR defined in (3.4), which compares the loop 

current through a P-pole and DMR conductors, can be used to identify P-pole-DMR [112].  



62 

 

Ὂ
ὓὥὼ

ὨὍǬ
Ὠὸ

ὓὥὼ 
ὨὍǬ

Ὠὸ

 

 

(3.4) 

The negative of the DMR current is considered in (3.4) since the fault current flows along 

the DMR conductor into the converter during a P-pole-to-DMR fault. Similarly, the index to 

identify an N-pole-to-DMR fault, FRN, is defined in [112] as  

Ὂ
ὓὥὼ

ὨὍǬ
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(3.5) 

The following criteria hold for pole-to-DMR faults. 

Criterion-B1: for a P-pole-to-DMR fault,  

ρ Ὧ Ὂ ρ Ὧ  

Criterion-B2: for an N-pole-to-DMR fault, 

ρ Ὧ Ὂ ρ Ὧ  

where Ὧand Ὧ are positive tolerance settings. 

3.3.5.3. The Logic for I dentification of Pole-to-ground Faults   

According to Section-3.3.3, the similar magnitudes of ROCOC is expected in healthy 

conductors during a single pole-to-ground fault.  Two indices, FgRN and FgPR, which compare the 

maximum rates of change of currents through the healthy conductors, can be defined to identify 

P-pole-to-ground faults and N-pole-to-ground faults respectively using the criterion for healthy 

conductors during a single-pole-to-ground fault [112].  
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(3.6) 
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(3.7) 

Criterion-C1: for a P-pole-to-ground fault, 

ρ Ὧ Ὂ ρ Ὧ  

Criterion-C2: for an N-pole-to-ground fault,  

ρ Ὧ Ὂ ρ Ὧ  

where Ὧ and Ὧ are positive tolerance settings.  

3.3.6. Application to Two-conductor HV DC System 

In a bipole HVDC transmission system without a DMR, only the pole conductors are 

available. Therefore, only the index Ὂ  is computed and the pole(s) involved in the fault is 

identified with the help of Criterion A1-A3. Criterion-A1 is used to identify P-pole-to-N-pole 

faults, and Criteria-A2 and -A3 can be used to identify P-pole-to-ground faults and the N-pole-to-

ground faults respectively. 

3.3.7. Application to a Bipole HV DC Transmission System with a 

DMR  

The number of comparisons and threshold settings used in the basic criteria presented in 

Section-3.3.5 can be reduced, if the testing of criteria is performed in an orderly manner.  As 

presented in the flow chart of Fig. 3.7, one side of Criterion-B1,-B2, -C1, and -C2 can be omitted 

once the faulty pole is identified. Criteria A1 allows for identifying P-pole-to-N-pole faults.  
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Fig. 3-7. Proposed fault classification algorithm (© IEEE)  

When it is not a pole-to-pole fault, the pole involved in a single-pole fault can be identified 

with the help of Criteria A2-A3. The ὓὥὼὨὍǬ Ὠὸϳ  is greater than the ὓὥὼὨὍǬὨὸϳ  for a fault 

involving the P-pole and the ground with or without DMR. Therefore, FPR is greater than unity for 

any fault involving the P-pole and the ground while a close to unity FPR is expected for a P-pole-

to-DMR fault. Therefore, once the faulty pole is identified, pole-to-DMR faults can be identified 

by considering the only right-hand side of Criterion-B1.  Thus, it is only necessary to check 

whether FPR is less than a threshold to identify P-pole-to-DMR faults. Similarly, only left-hand 

side of Criterion-B2 is considered in identifying an N-pole-to-DMR fault. Thus, it is only 

necessary to check whether FRN is greater than a threshold which is slightly less than 1.0 to identify 

N-pole-to-DMR faults. These modified criteria are denoted as Criterion-B`1 and Criterion-B`2 in 

Fig. 3.7. 
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In practical HVDC transmissions systems, the DMR conductor may have a small series 

inductors than those on the pole conductors or no series inductors. Therefore, due to asymmetrical 

termination, the rate of change of current in DMR could be higher than that of P- or N-conductors, 

making the index FPR slightly less than unity during a P-pole-to-DMR fault, and the index FRN 

slightly higher than unity during an N-pole-to-DMR fault. However, the one-sided comparison 

also helps to identify the deviations in FPR and FRN from their ideal value, unity, during pole-to-

DMR faults due to asymmetry in the terminations.  

Any fault which is not a pole-to-pole or a pole-to-DMR fault could be a pole-to-ground fault 

or a pole-to-ground-to-DMR fault. For a P-pole-to-DMR-to-ground fault, ὓὥὼὨὍǬὨὸϳ  is higher 

than that of the healthy pole, i.e. ὓὥὼὨὍǬ Ὠὸϳ . Therefore, checking the right-hand side of 

Criterion-C1 is sufficient to discriminate a P-pole-to-ground fault from a P-pole-to-DMR-to-

ground fault. Using a similar argument, as depicted in Fig. 3.7, only left-hand side of the Criterion-

C2 can be used to identify an N-pole-to-ground fault. The thresholds in the modified criteria can 

be related to Ὧ values in the original criteria as:Ὀ ρ Ὧ;ρȾὈ ρ Ὧ; Ὀ ρ

Ὧ;ρȾὈ ρ Ὧ; Ὀ ρ Ὧ; and ρȾὈ ρ Ὧ.  

3.4. Application to Different  HV DC Transmission 

Systems     

The algorithm is evaluated by simulating detailed EMT type models of several HVDC 

transmission systems. Fault type identification is important in bipole MT_HVDC transmission 

systems as well as in bipole two-terminal HVDC transmission systems. Therefore, the proposed 
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fault type identification algorithm is validated in the following bipole HVDC transmission system 

configurations:  

1. An LCC based point-to-point bipole HVDC system with overhead transmission lines. 

Application in the two-conductor system is validated with the test system described in 

Section-3.4.1. Validation of application in a three-conductor system is carried by replacing 

two-conductor transmission line in the same test system with a three-conductor 

transmission line. The results are presented in Section-3.4.1 and Section-3.4.4.  

2. A VSC based three-terminal bipole HVDC transmission system with three-conductor 

overhead transmission lines and underground cables. The test system is described in 

Section-3.4.2.1, and the results are presented in Section-3.4.2 and Section-3.4.3. 

3. A three terminal hybrid HVDC system with two VSC rectifiers, an LCC inverter and a 

non-homogeneous link, which consists of a two-conductor cable section and a three-

conductor overhead transmission line section.  The test system and the results are presented 

in Section-3.4.5. 

3.4.1. Faulty Pole(s) I dentification in Two-conductor LCC HV DC 

Transmission Systems     

Although the analysis presented in Section-3.3.2 considered an MMC-HVDC scheme, 

similar behavior can be observed in LCC-HVDC systems too. This is because the DC side filters 

in LCC stations provide fault current paths that are similar to those observed during stage-1 of 

faulted MMCs. 
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3.4.1.1. Two-Conductor Bipole LCC Test System   

This test system features a point-to-point bipole HVDC scheme consisting of twelve-pulse 

LCCs and a two-conductor overhead transmission line as shown in Fig. 3.8. The parameters of the 

test system shown in Fig. 3.8 are given in Table 3.1.  

 
Fig. 3-8. Bipole LCC based two-terminal HV DC test system (© IET)  

Table 3-1 LCC  test system data   (© IEEE) 

Parameter         Value Units 

Nominal DC Voltage  ±500 kV 

Operating point   600  MW/pole 

Length  900 km 

AC Sys. SCR Rectifier  2.9  

AC Sys. SCR Inverter  5.0  

DC reactor    0.75 H 

Cut-off frequencies of DC side shunt filer  720 & 1440 Hz 

Cut-off frequencies of AC side shunt filter  540 & 780 Hz 

Transformer Data   

MVA  600x2 MW/pole 

Leakage Reactance 0.15 pu 

Transformer Ratio 230kV/209kV  

 

750 mH Pole Reactor
Convertor 

Trans . 

LCC Rectifier 
LCC Invertor

900 km

1000 MW/ pole
1000 MW/ pole

IP_Rect

IN_Rect

IP_Invert
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The two-conductor overhead transmission line design is similar to that used in Manitoba 

Hydroôs Bipole-II [122] HVDC system. The line length, converter rating, filter design of the test 

system are the same as Manitoba Hydroôs Bipole-II. The details of the transmission line design are 

given in Table A3.3 and Fig. A3-1 of Appendix-I . Diagrams of the LCC rectifier and inverter are 

respectively shown in Fig. A-2 and Fig. A-3 in Appendix-I . 

3.4.1.2. Selection of LPF Cut -off Frequency  

The indices proposed for fault type identification were computed using low pass filtered 

current signals. The passband of the low pass filter (LPF) directly affects the computed index. 

Therefore, it is important to understand the impact of LPF cut-off frequency. This was investigated 

with the help of calculated values of FPN for different cut-off frequencies of the low pass filter, and 

the results are shown in Fig. 3.9.  Fig. 3.9(a) shows the calculated values of FPN for metallic N-

pole-to-ground faults at three different locations. Fig. 3.9(b) shows the variation of calculated 

values of FPN with the fault location at different cut-off frequencies. According to Fig. 3.9(a), 

when the cut-off frequency is increased, the value of the FPN computed for N-pole-to-ground faults 

becomes closer to unity, which is the value of the index corresponding P-pole-to-N-pole faults. 

 
Fig. 3-9. FPN for N pole-to-ground faults in Test System-1 (a) Variation of FPN  with LPF cut -off frequency fc, 

(b) Variation of FPN with distance (© IEEE) 
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In order to use Criteria A1-A3 to distinguish the P-pole-to-N-pole faults from the N-pole-to-

ground faults with a satisfactory discrimination margin, the value of FPN should be sufficiently 

smaller than 1.0 for far-end faults. In order to have at least a 100% margin between N-pole faults 

and P-pole-to-N-pole faults, the threshold 1/D1 needs to be set to ½. As per Fig. 3.9(a), 100% 

margin for discriminating a solid N-pole-to-ground fault at line end (~850 km) from a P-pole-to-

N-pole fault (which result in FPN º1.0) can be achieved when the bandwidth of the current signal 

is limited to about 500 Hz, before computing the ROCOC.  

According to Fig. 3.9(b), with a 500 Hz cut-off, FPN is about 0.5 for a fault at the far end 

(900 km). Thus, 500 Hz was selected as the LPF cut-off frequency. Although even lower LPF cut-

off frequency may be used, it would require longer tracking times to capture the peak ROCOC 

values, leading to delayed decisions. The ROCOC values were computed using the derivative 

transfer function (sT) with a time constant of 0.01s. The tracking period, TD, was set to 1 ms to 

enable tracking the first peak of any signal having a frequency of 250 Hz or higher. The trigger 

level ȹI was set, to 20 A/ms, considerably higher than the fastest possible current ramping rates.    

3.4.1.3. Faulty Pole I dentification Using Index FPN   

The observed rectifier side current transients for a metallic P-pole-to-ground fault at 500km 

away from the rectifier is depicted in Fig. 3.10.  As depicted in Fig. 3.10(b), if the frequency band 

of the filter is not limited (bandwidth > 10 kHz with the simulation time step used), the peak 

ROCOC values calculated for both P- and N-pole conductors are almost equal. However, in Fig. 

3.10(c), a large difference in the peak ROCOC values can be seen when the low pass filtered 

current measurements (cut-off frequency 500 Hz) are used for ROCOC calculation.  Variation of 

FPN computed using the waveforms in Fig 3.10(c) is shown in Fig. 3.10(d). 
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Fig. 3-10. Computing FPN for a P-pole-to-ground fault in bipole, two-conductor system (a) P-pole current, Ip, 

and N-pole current In, (b) ROCOC values, (c) ROCOC values for band limited measurements I`p and I`n, (d) 

FPN (© IEEE) 

The algorithm follows the ratio between the maximum ROCOC values of P- and N-

conductors and freezes its value 1 ms after the detection of a fault. The involvement of P-pole in 

the fault is indicated by the fulfillment of Criterion-A2 with a considerable margin (4.2 >> D1).  

Fig. 3.11 shows responses for a solid N-pole-to-ground fault at 300 km away from the rectifier.  

 
Fig. 3-11. FPN for an N-pole-to-ground fault in bipole, two-conductor system (a) Currents, (b) ROCOC values, 

(c) ROCOC values for bandlimited signals, (d) FPN (© IEEE) 
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Although the first peaks of the ROCOC values of the unfiltered measurements are almost 

equal, the difference becomes clear when the low pass filtered currents (Fig. 3.11(c)) are used. 

Due to the fulfil lment of Criterion-A3 with a good margin (0.13 << 1/D1), it is possible to identify 

the involvement of N-pole in the fault with the filtered signals. Fig. 3.12 shows the variation of 

FPN with fault location for the bipole-two conductor LCC based test system for different fault 

types.  

 
Fig. 3-12. Estimated  ╕╟╝ for bipole two-conductor test system (© IEEE) 

In the legend of Fig. 3.12, ó0.1Ý P-Gô indicates the calculated value FPN for 0.1Ý P-pole-to-

ground faults and ó0.1Ý P-Nô shows the index for 0.1Ý P-pole-to-N-pole faults. Based on the 

results shown in Fig. 3.12, the following conclusions can be made:  

1. FPN is dependent only on the fault location and the type,  

2. FPN is not affected by the fault resistance, and  

3. the poles involved in the fault can be easily determined with a sufficient margin. Therefore the 

thresholds can be easily set.   

The narrow margin between the calculated peak di/dt values for the healthy and the faulty 

conductors shown in Fig. 3.10(b) and Fig. 3.11(b) indicates the possibility of false triggering of 
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the HVDC line protection schemes based on di/dt. The proposed method can be used to identify 

the faulty pole(s) reliably and promptly to enable the relevant protection actions such as blocking 

the converter of the affected pole, triggering force retardation procedures, etc. Although the earth 

return mode is not allowed in some parts of the world, faulty pole identification helps to utilize the 

50% redundancy during the single-pole-to-ground faults in jurisdictions where it is allowed on a 

temporary basis during the contingencies.  

3.4.2. Fault Type Identification in Three-conductor Overhead 

Transmission L ines in VSC MT -HV DC Transmission System  

For this study, the three-terminal VSC based MT-HVDC transmission system described in 

Section-2.5 was modified by opening the breakers across Line-31 because the presence of loop is 

not important in validating proposed fault type identification scheme.  Therefore, the modified test 

system appears as shown in Fig. 3.13. In this test system, all lines are of three-conductor 

configuration, and the DMR conductor is grounded at station VSC-3 which controls the DC 

voltage. 

L14 L41

L34 L43

L42L42

Cable-14

500 km

Overhead Line 

1500 km

Cable-24

100 km
Bus-1

Bus-4Bus-3

Bus-2
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Control
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-1000 MW
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R34 R43

R42

R41R14

R24

Line-34

 

Fig. 3-13. Three-conductor three-terminal VSC HVDC test system model (© IEEE) 
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The possibility of using the proposed method for identifying 

1. the pole(s) involved in a fault, and  

2. the involvement of DMR conductor in the fault  

is investigated considering the overhead transmission line labeled as Line-34. Note that one end 

of the considered overhead transmission line is terminated at a converter bus and the DMR 

conductor is grounded at the same side. The other end is terminated at a floating bus having no 

converter support and the DMR conductor is not grounded in this end. The converters were 

simulated using the model described in [98]. The frequency-dependent phase domain 

transmission line model available in PSCAD was used to simulate the transmission lines and 

the cables. Transmission system parameters are given in Table A.3, Table A.4, Fig. A-1, and 

Fig. A-2 of the Appendix-I . The front end processing involved in computing the fault 

discrimination indices (LPF cut-off frequency, fault detection threshold, time delay, etc.) are the 

same as those used in Section-3.4.1.  

3.4.2.1. Faulty Pole I dentification Using Index FPN   

The ROCOC values computed after the low pass filtering (cut-off frequency = 500 Hz) of 

the currents in P-pole, N-pole and the DMR conductors measured at relay R34 were used to 

calculate the values of FPN and FPR, for a metallic P-pole-to-ground fault in the middle of Line-34. 

The results are shown in Fig. 3.14. The value of FPN (i. e. 3.4), satisfies the Criterion-A2 and 

confirms the involvement of P-pole in the fault. Criterion-A3 is automatically violated when 

Criterion-A2 is satisfied and that rules out the involvement of N-pole in the fault. 
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Fig. 3-14. FPN and FPR calculated at R34 for a P-pole-to-ground fault (a) Current measurements, Ir is the 

DMR current, (b) ROCOC values for bandlimited signals, (c) FPN and FPR (© IEEE)  

The variation of ROCOC values for a metallic P-pole-DMR fault on the middle of Line-34 

is shown in Fig. 3.15. The value of FPN (i. e. 63.5) reflects a P-pole fault. Based on the observations 

of Fig. 3.14 and Fig. 3.15, it can be concluded that regardless of the fault type, a pole-to-ground 

or a pole-to-DMR fault, the faulty pole can be identified with a large margin. 

 

Fig. 3-15. ROCOC values and indices at R34, for a P-pole-to-DMR fault on Line 34 (© IEEE) 

The variation of FPN with the fault location is shown in Fig. 3.16 for various types of faults 

involving the N-pole. Note that ó0.01Ý N-Rô indicates N-pole-to-DMR faults with fault resistance 

of 0.01Ý. As observed in Fig. 3.12, curves for P-pole faults are mirror images of the N-pole faults 

and therefore, omitted for clarity. 
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Fig. 3-16.  ╕╟╝ at bus-3 for N-pole faults on OHL-34 (© IEEE) 

The maximum value observed for FPN for N-pole faults was 0.47 and the minimum value 

observed for FPN for P-pole faults was 2.14. FPN values are within 1±0.02 for P-pole-to-N-pole 

faults. Therefore, D1 can be fixed to 1.5 for Line-34. This value of D1 sets, k1 to 0.33 and k2 to 0.5.  

3.4.2.2. Identifying Pole-to-DMR Faults Using FPR or FRN   

The simulated responses for a P-pole-to-DMR fault and an N-pole-to-DMR fault on Line-34 

are shown in Fig. 3.15 and Fig. 3.17(a) respectively.  

 
Fig. 3-17.  ROCOC and FRN values for N-pole faults, (a) A solid N-pole-to-DMR fault at 1000 km on Line-34, 

(b) A solid N-pole-to-DMR-to-ground fault at 1000 km on Line-34(© IEEE) 
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The faulted poles and the DMR conductors have almost equal ROCOC values in both cases. 

Therefore, P-pole-to-DMR fault satisfies Criterion-B1 and N-pole-to-DMR fault fulfils Criterion-

B2. However, as it can be seen in Fig. 3.14(b), the peak ROCOC value of the faulty pole is 

considerably larger than the peak ROCOC values in the other two conductors during a pole-to-

ground fault. Therefore, Criterion-B1 or Criterion-B2 is not satisfied for a pole-to-ground fault. 

Furthermore, FRN is less than 1.0 for an N-pole-to-DMR-to-ground fault as depicted in Fig. 

3.17(b). The values of FRN calculated at relay R34 and relay R43 for faults on Line-34 are shown 

in Fig. 3.18(a) and Fig. 3.18(b) respectively.  In order to evaluate the dependability, metallic as 

well as high resistance pole-to-DMR faults are applied at regular intervals along the lines. 

Meantime security of the proposed scheme is evaluated by recording the responses to other fault 

types, N-pole-to-ground faults and N-pole-to-ground-to-DMR-faults.  

 
Fig. 3-18. FRN for N-pole faults on overhead Line-34, computed from measurements (a) at relay R34, (b) at 

relay R43 (© IEEE) 

The curve corresponding to N-pole-to-DMR faults is clearly separated from and stays above 

the curves of other types of faults, including N-pole-to-DMR-to-ground faults. Therefore, any N-

pole-to-DMR fault can be identified with the help of Criterion-B`2 after identifying the faulty pole 

using Criterion-A3. (Similarly, any P-pole-to-DMR faults can be identified with the help of 
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Criterion-B`1 after identifying the faulty pole using Criterion-A2.) Fig. 3.18 also confirms the fact 

that the proposed method is applicable to grounded converter connected buses (bus-3) as well as 

at non-grounded buses that do not have converter support (bus-4) without any modifications. At 

relay R34, the observed minimum value of FRN  for N-pole-to-DMR faults is 0.88 and the 

maximum value of FRN calculated for N-pole-to-ground-to-DMR faults is 0.53. The observed 

maximum value of FPR is 1.14 for P-pole-to-DMR faults and the minimum value of FPR for P-

pole-to-ground-to-DMR faults is 1.48. Therefore, the threshold D2 can be set to 1.3. This value of 

D2 sets k3 to 0.23  and k4 to 0.3.  

 

3.4.2.3. Identifying Pole-to-ground Faults Using FgRN or FgPR   

Calculated ROCOC values for a P-pole-to-ground and an N-pole-to-ground fault on the 

overhead transmission line are shown in Fig. 3.14(b) and Fig. 3.19(a) respectively.  

 
Fig. 3-19. ROCOCs at R43 for faults on Line-34, (a) An N-pole-to-ground fault at 1200 km, (b) A N-pole-to-

DMR-to-ground fault at 750km (© IEEE) 

Nearly equal magnitudes of peak ROCOC values of the DMR current and the healthy pole 

currents shown in Fig. 3.14(b) and Fig. 3.19(a) demonstrate the fulfillment of Criteria-C1 and ï

C2 for healthy conductors during a P-pole-to ground fault and an N-pole-to-ground fault 
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respectively. As per Fig. 3.19(b), an N-pole-to-DMR-to-ground fault does not satisfy Criterion-

C2 since the estimated FgPR is considerably smaller than unity. As depicted in Fig. 3.20(a), the 

index FgPR is close to 1.0 for solid and high resistance N-pole-to-ground faults (Criterion-C`2). 

FgPR is lower than 1.0 for N-pole-to-DMR faults and N-pole-to-DMR-to-ground faults. Fulfil lment 

of Ctririon-C`1 for P-pole-to-ground faults can be verified from Fig. 3.20(b) which shows 

calculated FgRN for P-pole faults at relay R34. For Line-34, the minimum observed FgPR for N-

pole-to-ground faults and the maximum observed FgRN for P-pole-to-ground faults were 0.85 and 

1.28 respectively. The maximum observed of FgPR for pole-to-ground-to-DMR faults was 0.45 and 

the minimum FgRN was 1.86. 

 

Fig. 3-20. Ground fault discrimination at R34 (a) FgPR   for different types of N-pole faults (b) FgRN   for 

different types of P-pole faults on Line-34(© IEEE) 

Hence, D3 can be set between 1.28 and 1.86. D3 is proposed to set to 1.6. This value of D3 

sets k5 to 0.375 and k6 to 0.6. 

3.4.3. Fault Type Identification for Cables  

The proposed fault type identification method was applied to Cable-14 in the MMC-VSC 

based MT-HVDC shown in Fig. 3.13. Although pole-to-DMR faults are rare in 
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underground/submarine cable systems, in evaluating the applicability of the proposed method for 

cables, pole-to-DMR faults were also considered.  

3.4.3.1. Identif ication of the Faulty Pole Using FPN    

The calculated ROCOC values for a P-pole-to-ground fault and a P-pole-to-DMR fault 

applied in the middle of the Cable-14 are shown in Fig. 3.21(a) and Fig. 3.21(b) respectively. It 

can be seen from Fig. 3.21 and Fig. 3.17(a), the peak ROCOC values for cables faults are 

considerably higher than the peak ROCOC values for faults on overhead lines. Furthermore, in 

cables, the DMR conductor ROCOC variation does not closely follow that of the healthy pole 

conductor as in overhead lines. 

 

Fig. 3-21. ROCOC values and indices for faults on cable, (a) At R14, for a P-pole-to-ground fault on Cable-

14, (b) At R14, for a P-pole-to-DMR fault on Cable-14 (© IEEE) 

However, this does not hinder the faulty pole identification, as the values of FPN are still well 

above 1.0. According to Fig. 3.21, the faulty pole can be identified using FPN for any type of fault 

on the cable. 

The variation of calculated values of FPN for faults on Cable-14 is shown in Fig. 3.22. The 

maximum value of FPN observed for N-pole faults was 0.47 and the minimum value for P-pole 

faults was 4.7. Therefore, D1 can be fixed to 1.2 for Cable 14.  
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Fig. 3-22.  ╕╟╝ at bus-1 for faults on Cable-14(© IEEE) 

 

3.4.3.2. Discriminating Pole-to-ground Faults from Pole-to-DMR 

Faults with the Help of FPR    

As it can be seen from Fig. 3.21(a) and Fig. 3.21(b), the calculated value of FPR is smaller 

for P-pole-to-DMR faults when compared with P-pole-to-ground faults. Therefore, Criterion-B`1 

can be successfully used to discriminate a P-pole-to-DMR fault on a cable from a P-pole-to-ground 

fault.  Fig. 3.23 shows the estimated value of FPR for faults on Cable-14. 

 

Fig. 3-23. FPR for PŸR and PŸG faults at VSC-1 in Cable-14 
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Fig. 3.23 shows an almost uniform margin between the FPR values computed for P-pole-to-ground 

faults and P-pole-to-DMR faults. There is a safety margin of 50% to discriminate against these 

two types of faults as the minimum value of FPR for P-pole-to-ground faults and P-pole-to-DMR 

faults are respectively 1.2 and 0.8.  

3.4.4. Fault Type Identification in Three-conductor Transmission 

System Terminated at LCC Stations         

The presence of a large DC reactor in pole conductors of LCC-HVDC system causes a 

noticeably lower di/dt in the pole conductor compared to DMR conductors when subjected to 

similar conditions. Therefore, when compared with indices calculated for VSC systems, it was 

observed that the respective indices for LCC systems tend to deviate from their ideal values, 

sometimes violating the criteria B1, B2, C1, and C2. However, still the faults can be discriminated 

with the help of modified Criteria-B`1, B`2, C`1, and C`2. To demonstrate the capability of 

applying the method in systems with highly asymmetric conductor terminations, the method was 

applied for discriminating pole-to-ground faults from pole-to-DMR faults in an LCC HVDC 

system with a DMR. This test system is created by replacing the two-conductor transmission line 

described in Section-3.4.1.1 with a three-conductor overhead transmission line and by only 

grounding the DMR at the rectifier end. Although inductors may be installed on the DMR, in order 

to simulate the worst case for fault type discrimination, a system without terminal inductors on 

DMR conductor was considered. Calculated indices FRN  and FgPR for N-pole-to-ground faults and 

N-pole-to-DMR faults at the rectifier side are shown in Fig. 3.24. As seen in Fig. 3.24(a), due to 

large asymmetry in the terminations, calculated FRN is slightly higher than unity for N-pole-to-
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DMR faults. On the other hand, as depicted in Fig. 3.24(b), FgPR is slightly less than unity for N-

pole-to-ground faults, although the expected value is 1. 

 

Fig. 3-24. Discriminating N-pole-to-DMR faults from N -pole-ground faults in an LCC-HVDC system with 

DMR (a) FRN for N-pole-to-ground faults and N-pole-to-DMR faults, (b) FgPR for N-pole-to-ground faults and 

N-pole-to-DMR faults (© IEEE)  

However, N-pole-to-DMR faults can be discriminated from N-pole-to-ground faults using 

the Criterion-B`2 since there is a sufficient margin between the values of FRN calculated for these 

two types of faults.  Similarly, any N-pole-to-ground fault can be distinguished from a fault where 

the DMR is involved with the help of the calculated value of FgPR and Criterion-C`2. Therefore, it 

can be concluded that despite the high degree of the asymmetry in termination, the algorithm 

shown in Fig. 3.7 is still capable of correctly identifying the faulted conductors.  
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3.4.5. Fault Type Identification in HV DC Transmission System 

with Non-homogeneous L ines      

In this section, a hybrid three-terminal HVDC transmission system with a non-homogeneous 

network is considered since the fault type identification is challenging in non-homogeneous 

systems. The configuration of the test system is shown in Fig. 3.25, and features are  

1. Two offshore MMC-VSC rectifier stations 

2.  Onshore LCC inverter station 

3. Two-conductor submarine cable system 

4. Three-conductor overhead transmission line 

5. DMR earth electrode located at the shoreline 

This type of HVDC transmission system could be used to exploit the advantages of individual 

converter technologies in connecting multiple offshore wind sites to an onshore HVAC grid. 

Furthermore, the bipole HVDC transmission is favored over the monopole as it is possible to 

transfer a half of the rated power during a single-pole fault and such a redundancy is important 

[40]. Since the prolong ground currents are often not allowed in onshore applications, a dedicated 

metallic return wire is required to utilize the above redundancy [40]. However, great savings can 

be made by using two-conductor submarine cables when earth currents through offshore water 

bodies is not a major issue. Prompt identification of fault type in the transmission structure shown 

in Fig. 3.25 is a novel class of challenging problem due to the presence of both overhead 

transmission lines and submarine cables, two-conductor and three-conductor configurations, and 

LCC and VSC stations within the same transmission system.  The possibility of applying the 

proposed fault discrimination method in such a complex hybrid configuration is investigated in 

this section. The three-terminal hybrid HVDC transmission system was simulated in PSCAD using 
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detailed EMT models. The parameters of the LCC inverter and the VSC rectifier are given in Table 

3.2 and Table 3.3 respectively.  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 
Fig. 3-25. Hybrid VSC -LCC bipole HVDC interconnection between offshore windfarms and mainland AC 

grid  (© IET)  

Each inverter pole is assumed to be made of a twelve pulse LCC which is operated in 

constant extinction angle control mode. Each cable was assumed to be 200 km long and the 

overhead transmission line was assumed to be 500 km long. In calculating indices, 1 ms fixed time 

window of current measurements that are taken through a third order low pass filter having 1 kHz 

cut-off frequency was considered 

Table  3-2 LCC inverter parameters (© IET)  

Parameter   Value Units 

Nominal DC Voltage  ±500 kV 

Operating point   700  MW/pole 

DC reactor    0.75 H 

Cut-off frequencies of DC side shunt filer  720 & 1440 Hz 

Transformer Data   

Leakage Reactance 0.15 Pu 

Transformer Ratio 230kV/209kV  
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Table 3-3 VSC rectifier parameters (© IET)  

Parameter Value Units 

 
Nominal DC Voltage  ±500 kV 

Nominal DC Power 300 MW/pole 

Nominal AC Voltage (VLL) 230 kV 

Equivalent DC Capacitance  100 ɛF 

Number of levels 98  

Arm reactor 25 mH 

di/dt limiting reactor  40 mH 

Terminal reactor on DMR       2.5           mH 

. 

3.4.5.1. Faulty Pole I dentification at Each Converter Station    

The index FPN was calculated for different types of faults applied at every 50 km along the 

line using the currents measured in P-pole and N-pole conductors at the LCC inverter terminals, 

and the results are shown in Fig. 3.26.  

 

 
Fig. 3-26. Calculated faulty pole identification index at the LCC inverter (© IET)  
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The distance to the fault shown in figures is measured from the respective converter terminal 

(in this case from the inverter). As evident from Fig. 3.26, Criterion-A1 is satisfied for P-pole-to-

N-pole faults; Criterion-A2 is held for any fault that involves P-pole except for P-pole-to-N-pole 

faults, and Criterion A3 is satisfied for any fault involving the N-pole except for P-pole-to-N-pole 

faults. As depicted in Fig. 3.26, calculated FPN for a given fault type for given fault location does 

not considerably change with the fault resistance (e. g.: curves 0.1Ý PŕG and 50Ý PŕG are 

coincident). Note that the minimum value of the FPN evaluated at the inverter for a P-pole fault is 

3.6 and the maximum value of FPN for N-pole faults is about 0.27. Therefore, it can be concluded 

that pole(s) involved in a fault can be identified at the onshore LLC based inverter with the help 

of faulty pole identification index, FPN, with a considerable safe margin regardless of the fault 

resistance and the fault location. Fig. 3.27 shows the calculated values for FPN using the local 

current measurements at one of the offshore VSC based rectifier stations shown in Fig. 3.25.  

 
Fig. 3-27. Calculated faulty pole identification index using the local current measurements at rectifier-A (© 

IET)  
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As per Fig. 3.27, conclusions made using the calculated values FPN (Criteria A1-A3) holds. 

However, when compared with the calculated values of FPN at the inverter terminal, a noticeable 

change with the fault resistance is apparent for the faults occurring on the cable. 

3.4.5.2. Discriminating  Pole-to-DMR Faults from Pole-to-ground 

Faults at the Inverter  

Fig. 3.28 shows the calculated FPR for P-pole-to-ground faults and P-pole-to-DMR faults at 

the onshore LCC inverter. The FPR is somewhat less than the unity for P-pole-to-DMR faults as 

the large DC reactor in the LCC inverter causes somewhat smaller ROCOC values at the pole 

conductors when compared with ROCOC values of DMR current. However, FPR remains more or 

less constantly around 0.7 for P-pole-to-DMR faults while the calculated values of FPR  decrease 

to a minimum of 2 with the distance for P-pole-to-ground faults. As depicted in Fig. 3.28, due to 

distinct range of values and considerable margin, a P-pole-DMR fault can be discriminated from 

P-pole-to-ground faults and P-pole-to-DMR-to-ground faults with the help of index FPR.  

 

 
Fig. 3-28. Calculated FPR at the offshore LCC inverter (© IET)  
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Similar to Fig. 3.28, a distinct range of values of FRN are observed for N-pole-to-DMR faults 

and N-pole-to-ground faults.  

The calculated FgPR for N-pole-to-ground faults, N-pole-to-DMR faults, and N-pole-to-

DMR-to-ground faults are shown in Fig. 3.29.  

 
Fig. 3-29. Calculated FgPR at the offshore LCC inverter (© IET)  

The index is closer to unity for N-pole-to-ground faults, and its value is much smaller than unity 

for the other two types of faults. Therefore, it can be concluded that a pole-to-DMR fault can be 

identified with the help of the local current measurements at the LCC inverter. Therefore, a P-pole-

to-ground fault can be identified with the help of near unity test for FgPR (FgRN in case of N-pole-

to-ground faults). If near unity test fails, DMR is also involved in the fault. For a permanent fault, 

this a crucial piece of information for the repair crew to prepare for the type of repair task to be 

performed. Furthermore, the calculated values of indices reflect whether the fault is in the overhead 

transmission line segment or in the submarine cable segment.   
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3.5. Possible Use of Index FPN for Pole-to-Ground Fault 

Location      

It is obvious from the results presented for various test systems, the index FPN is independent 

of the fault resistance and only dependent on fault location. As it can be seen in Fig. 3.12 and Fig. 

3.16, the index FPN is a smooth and continuous single-valued function of fault distance for pole-

to-ground faults in overhead transmission lines. Therefore, the index can be used as an indicator 

of the location of pole-to-ground faults. However, it is necessary to pre-establish the nonlinear 

relationship between FPN and the distance to fault through simulations or test measurements, to 

use as a calibration curve. This possibility was investigated with the two-conductor LCC based 

test system described in Section 3.5.1.  

3.5.1. FPN as Function of Fault Location     

Fig. 3.30 shows the FPN
- values calculated for a few metallic pole-to-ground faults applied 

in regular intervals along the line. The figure also shows the FPN for a few faults having different 

fault resistances, applied at random locations. As depicted in Fig. 3.30, despite the fault resistance 

value, the estimated FPN
- for selected fault scenarios coincides with the FPN

- estimated with metallic 

faults. Therefore, as FPN
- and its reciprocal, FPN

-1 can be practically considered as independent 

from the fault resistance. Thus the pre-calculated FPN
-1, estimated with metallic faults, can be used 

to estimate the distance to high resistance faults. In order to minimize the error due to numerical 

underflow, FPN
- and FPN

-1 are respectively used for P-pole-to-ground and N-pole-to-ground fault 

locations. The method is straightforward and convenient: once the fault type is identified to be a 
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P-pole-to-ground or an N-pole-to-ground type, the location of the fault corresponding to the 

computed FPN
- can be directly read from the pre-calculated FPN

-1 using the metallic faults.   

 
Fig. 3-30. FPN estimated with metallic faults and estimated FPN for random fault scenarios (© IET) 

3.5.2. Single -pole-to-ground Fault Location in Two-conductor LCC -

HV DC Link   

The calculated FPN
-(x) and FPN

-1(x) at the rectifier end of the two-conductor bipole test 

system are shown in Table 3.4. Calculated fault locations for P-pole-to-ground faults and N-pole-

to-ground faults applied to some randomly selected locations are shown in Table 3.5 and Table 

3.6 respectively. With the help of FPN
-(x) or FPN

-1(x)  calculated for the given fault, Matlab 

interpolation function using the cubic interpolation option is used to locate the fault. For each of 

the fault scenario described in the first two columns of Table 3.5 and Table 3.6, the calculated 

FPN
-(x) or FPN

-1(x) using the transient current measurements are shown in the third column. As the 

rate of change of FPN
-(x) or FPN

-1(x) with the distance is smaller for far away faults when compared 

with close-up faults, four decimal points precision was used to maintain the accuracy.   
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Table 3-4  Estimated FPN
-(x) and FPN

-1(x) for the test system(© IET) 

Loc. (km)  FPN
-(x) FPN

-1(x)   Loc. (km) FPN
-(x)  FPN

-1(x)   

0 344.0690 2422.689 450 4.732842 4.878133 

50 177.6568 474.9237 500 4.172521 4.288561 

100 43.04042 54.9398 550 3.730998 3.825307 

150 21.55040 24.33007 600 3.357883 3.441351 

200 14.07274 15.15696 650 3.051066 3.125217 

250 10.03818 10.66607 700 2.799645 2.869266 

300 7.856659 8.258868 750 2.630967 2.681031 

350 6.457271 6.702997 800 1.85992 1.890377 

400 5.457357 5.649014 -   

 

The fourth and fifth columns of Table 3.5 and Table 3.6 indicate the estimated distance to 

the fault and the error in kilometers.  

The percentage error is calculated using (3.8) [123].  

Ὁὶὶέὶ Ϸ
ὉίὸὭȢὊὥόὰὸ ὒέὧȢὃὧὸȢὊὥόὰὸ ὒέὧȢ

ὝὶὥὲίάὭίίὭέὲ ὒὭὲὩ ὒὩὲὫὸὬ
ρππ      (3.8) 

Table 3-5  Fault locations for low resistance P-pole-to-ground faults (©  IET)  

Act. Loc.  

(km)  

RF  

(Ý) 

FPN
-(x) 

 

Est. Loc.  

(km) 

Error  

(km) 

Error  

(%)  

48 0.3 194.1777 44.536  3.46  0.43 

144 5.0 22.74165 145.003 -1.00 -0.12 

192 1.5 14.82150 193.420 -1.42 -0.18 

390 4.0 5.6301 390.164 -0.16 -0.02 

654 0.8 3.02038 653.602 0.40   0.05 

760 0.3 2.56451 758.284  1.72   0.21 
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Table 3-6  Fault locations for high resistance faults (©  IET)  

Pole Loc. 

(km)  

RF  

(Ý) 

Est Loc 

(km) 

Error  

(km) 

Error  

(%)  

P 118 9.0 118.9965 -0.9865 -0.1233 

N 162 12.0 162.3993 -0.3993 -0.0499 

      P 294 7.0 294.4515 -0.4515 -0.0564 

N 420 50.0 419.7603  0.2397 0.0300 

P 480 9.0 480.3729 -0.3729 -0.0466 

P 712 7.0 714.5440 -2.5440 -0.3180 

N 762 8.0 760.6705 1.3295 0.1662 

 

An average error of about 0.12 % or 0.95 km is observed for the considered fault location 

scenarios. Therefore, it is possible to locate low resistance faults at an accuracy of about 99.88%. 

Therefore, if three tower spans are assumed to be spread along 1 km, the fault could be expected 

within three spans of the located span. The error is higher for faults near the converters when 

compared to the faults away from the converters. The estimated error for faults having a resistance 

between 5 Ý-70 Ý, is about 1.22 km or 0.15 %, is slightly higher than the observed error for low 

resistance faults.  

3.6. Concluding Remarks        

The fault types in HVDC transmission systems can be identified by comparing the maximum 

rates of change of bandlimited current measurements in a pair of conductors at a time. Therefore, 

for different conductor pairs, five indices are defined to compare the observed maximum ROCOC 

values of current through each pair of conductors for a short time window of current measurements. 

The proposed indices were shown to be dependent on the fault type and location, but independent 

of the fault resistance. Although three possible fault types in two-conductor systems can be 



93 

 

distinguished with one index, all five indices are necessary to distinguish all possible fault types 

in three-conductor systems. A systematic procedure with a set of criteria is developed for fault 

type identification.  

With the help of detailed PSCAD models, the method is validated for two-conductor and 

three-conductor transmission configurations terminated with LCC stations as well as for VSC 

stations. The test systems used for verification comprised of overhead transmission lines as well 

as underground cables.  The method is capable of determining the fault type promptly and reliably 

only with the help of locally measured currents. Therefore, the method can be utilized in existing 

and future VSC based HVDC transmission systems that comprises of overhead lines and/or cables. 

Furthermore, the method is successfully validated for a mix HVDC transmission system 

comprising of both LCC and VSC stations, and a transmission system having a two-conductor 

cable portion and a three-conductor overhead line portion. The method can be applied in both 

point-to-point HVDC systems and MT-HVDC transmission system.  The fault type information 

provided by the method can be used for supervising protection function as well as control functions 

related to fault recovery. Furthermore, maintenance crews can be informed whether a DMR 

conductor is involved in a fault, which can be critical for safety.  The method can be easily 

implemented at low cost since (i) the threshold settings can be easily set as indices are almost 

independent of fault resistance; and (ii) uses only locally measured low-frequency current 

measurements.  Furthermore, the ability to locate pole-to-ground faults in overhead transmission 

lines with the help of FPN was also demonstrated.   
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Chapter 4  

Fault Recovery in Hybrid LCC -VSC 

HV DC Multi -Terminal Transmission 

Systems  

4.1 Introduction  

Force retardation is used in LCC-HVDC links to control the DC fault currents and clear 

temporary faults without needing DC circuit breakers. As the DC breaker technology is still 

matuaring and expensive, hybrid LCC-VSC HVDC schemes can provide an alternative 

arrangement for overcoming the issues associated with DC faults in VSC based MT-HVDC 

systems. Another major barrier that hinder the building of MT-HVDC transmission systems is the 

reluctance to make huge investments in an unproven technology. Building hybrid LCC-VSC MT-

HVDC systems could be a safer intermediate stage in mowing towards entirely VSC based MT-

HVDC grids having full benefits redundency. A huge portion of initial investment can be cut-

down if an MT-HVDC transmission can be developed around an existing LCC HVDC link with 

spare transmission capacity. Furthermore, terminals can be added step by step after the technical 

feasibility of the initial VSC terminals is verified. Feasibility of parallel taping of an LCC-HVDC 

link has been investigated in the industry. Two practical examples are consideration of tapping a 

LCC-HVDC link to connect a geothermal site in Queensland (QLD) [124] and tapping of 



95 

 

Manitoba Hydro Bipole-III  link.  However, handling of DC faults in hybrid LCC-VSC MT-HVDC 

transmission system has not been properly examined and documented. Hence, fault clearing in 

hybrid LCC-VSC MT-HVDC transmission system is a timely research topic.    

In this chapter, the clearing of DC faults in a hybrid multi-terminal HVDC transmission 

system consisting of LCCs and VSCs implemented using half-bridge MMC technology is 

investigated. While the hybrid HVDC system has several possible configurations, the particular 

configurations considered in this thesis are 1) a half-bridge MMC-HVDC link sharing a section of 

the transmission line of an LCC-HVDC link and 2) an LCC-HVDC link tapped by half-bridge 

MMC inverters. A DC fault recovery strategy that employs (i) a high rating series diode valve 

placed at each VSC inverter pole to block fault currents, (ii) ACCBs  to isolate the faulty VSC 

rectifier pole, and (iii) force retardation at LCC rectifier to extinguish the arc, is proposed. The 

fault recovery performance of the proposed strategy is demonstrated through simulations. The 

work presented in this chapter is based on the following publications.  

[E] M. H. Naushath, A. D. Rajapakse, A. M. Gole and I. T. Fernando, "Energization and 

regulation of a hybrid HVDC grid with LCC and VSC," In Proc. IEEE Electrical Power 

and Energy Conference (EPEC), Saskatoon, Canada, Oct. 2017.  

[F] M. H. Naushath, A. D. Rajapakse, A. M. Gole and I. T. Fernando, "Investigation of Fault 

Ride-Through Capability of Hybrid VSC-LCC Multi-Terminal HVDC Transmission 

Systems," IEEE Trans.  Power Del., vol. 34, no. 1, pp. 241-250, Feb. 2019. 

4.2 Background and Literature Review  

Despite the need for additional equipment such as harmonic filters and reactive power 

support, the well-proven LCC technology is still relatively economical when building high 

capacity converters [92]. Thus, even after the emergence of commercial VSC technology, most of 

the two-terminal HVDC transmissions systems are built using LCC technology. All over the world, 
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there are many long, high capacity, point-to-point LCC-HVDC links connecting large generating 

stations and load centers. Often, they are built with some spare capacity in the transmission line 

for future expansion or to meet other design requirements. The spare capacity of these transmission 

lines can be utilized to integrate potential renewable energy resources and supply energy for the 

small cities or load centers which are located close to the path of these HVDC lines. Cost can be 

considerably reduced, if it is possible to tap into the HVDC line [124-126] to supply those load 

centers. When compared to the potential options such as using DC-DC converters [127-128] or 

using series tapping with current source converters [129], currently it is more practical and 

economical to use VSCs to tap into an LCC HVDC line. This is because the VSC technology is 

relatively mature and commercially available. An example of such a hybrid LCC-VSC multi-

terminal HVDC system is shown in Fig. 4.1. The rating of the LCC stations of such a multi-

terminal transmission system could be much greater than those of the VSC stations. The high 

capacity main transmission line connecting the LCC stations, which will be referred to as the 

mainline hereafter, is typically very long and could be well over 1000 km. 

 
Fig. 4-1.  Bipole hybrid LCC -VSC MT -HVDC transmission system (© IEEE)  
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The sharing of an existing high capacity mainline to transfer power among VSC stations is 

feasible only when the VSC stations are not far away from the mainline. Therefore, the 

transmission lines that connect the VSCs to tapping points, which will be referred to as VSC 

branches hereafter, are assumed not to be longer than a few hundreds of kilometres. 

There are many possible hybrid MT-HVDC configurations: (i) all VSCs operating as 

inverters can tap into an LCC link which forms the backbone of the multi-terminal system; (ii) all 

VSCs operating as rectifiers can feed power into an LCC link; or (iii) some VSCs operating as 

rectifiers can feed power into an LCC link while the others operating as inverters draw power from 

the LCC link. The third configuration, being the most generic, is investigated in this chapter.  

One major design challenge encountered when tapping into an LCC-HVDC link using the 

more viable half-bridge MMC technology is the response of VSCs to DC side faults. A  DC side 

fault appears as a three-phase short circuit to the AC systems connected through VSCs [42]. The 

energy stored in the capacitors of the VSC is rapidly discharged into the fault giving rise to 

extremely high initial fault currents.  A simple but elegant solution to block the fault currents when 

a VSC is operating only as an inverter is proposed in [80, 131].  The fault current from a VSC 

inverter can be blocked by placing a series protective diode at each pole of the station [80, 131]. 

The reliability, robustness, and longevity of DCCBs suitable for HVDC applications is neither 

fully proven in the field nor they are commercially available from a range of manufacturers. 

Therefore, DC fault currents interruption from a VSC rectifier is typically achieved by de-

energizing the VSC rectifier by opening its ACCB as proposed in [132]. A fast mechanical switch 

(FMSW) is used to connect/disconnect tapping lines at the tapping point. However, FMSW can be 

opened only when the current through it is very small as 50 A-100 A. Although the resulting 

interruptions are longer, this approach can be foreseen as the most economically viable option for 
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some time into the future. A control procedure for clearing DC faults in an LCC-VSC hybrid MT-

HVDC scheme without using DCCBs, and restoring the HVDC system with minimum disruption 

to the backbone LCC link is developed in this chapter. The feasibility of the proposed control 

procedures, implemented through a high-level centralized master controller, was verified using 

detailed electromagnetic transient (EMT) simulations carried out in PSCAD/EMTDC.   

4.3 Coordinated Control  of Hybrid LCC -VSC Multi -

Terminal HV DC Systems  

The DC side fault behavior and recovery process depend on the converter controls, including 

operating modes, converter station coordination method, and controller settings. In this section, a 

co-ordination controller is developed for a hybrid LCC-VSC multi-terminal HVDC transmission 

system shown in Fig 4.1. Control sequences required for the energization and regulation of the 

MT-HVDC transmission are developed and added to the co-ordination controller. The fault 

recovery strategy should be implemented by considering the interface of the station controls and 

other fault recovery sub-functions at the converter level. The following sections describe the 

considered converter controls, co-ordination controller, and the proposed MT-HVDC transmission 

system energization procedure.  

4.3.1 Controlling Converter Stations  and Control Interfaces  

When d-q domain decoupled controllers are used, VSC stations can be operated in either 

constant DC voltage control (V-control) mode or constant power control (P-control) mode. Hence, 

the controller interface of VSC stations should have necessary control inputs to switch between 
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the appropriate DC side control modes. During the energization and fault recovery periods when 

the VSC stations are not connected to the LCC-HVDC link, the VSC stations are operated in V-

control mode with a pre-defined reference voltage. However, when the reference voltage is 

continuously changed, the control mode is referred to as the voltage tracking mode. Since ratings 

of the VSC converter stations are considerably less than LCC stations, they are not assigned to 

control the DC voltage when connected to the LCC-HVDC link. Whenever a VSC is connected to 

the LCC-HVDC link, it is operated under the constant power control mode. To protect from 

possible damages due to larger currents, all VSC stations are assumed to be equipped with an 

external input to block IGBTs. Therefore, the VSC control interface shown in Fig. 4.2 was 

considered in this study. An LCC inverter station is typically connected to a strong AC system and 

operated under constant extinction angle control mode to regulate the DC voltage. The LCC 

rectifier is operated under current control mode. Since the current cannot flow in the reverse 

direction through thyristors, only the LCC rectifier feeds a DC side fault. Therefore, only the LCC 

rectifier influences the DC fault current behavior and involves in the fault recovery. 

 
Fig. 4-2. The control interface of the VSC (© IEEE) 
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In the fault clearing process, force retardation is applied at the LCC rectifier and the 

thyristors in LCC inverter are blocked. The control interface shown in Fig. 4.3 is assumed for an 

LCC rectifier station.  

 
Fig. 4-3. Control interface for an LCC station operating under current control mode 
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defined rate to decrease the voltage across the fault.  When the fault input is reset after a force 
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the firing angle during the force retardation. An LCC inverter interface is assumed to be similar, 

but instead of the DC current measurement and the reference, it takes in the measured DC voltage 

and its reference. When the logical input ñFaultò is true, an inverter blocks the thyristors.   
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Coordination of the converter stations connected to a MT-HVDC transmission system is 
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maintain the power balance in the MT-HVDC transmission system, considering the power 

demands of the LCC inverter and the VSCs. In the transient period during the energization and 

fault recovery, the MPC plays a significant role in maintaining the stability of the whole system 

by balancing the power. The functional block diagram of the proposed MPC is shown in Fig. 4.4. 

In the notation used for measured DC pole voltages in Fig. 4.4, the third, fourth and the fifth letters 

in the subscripts of voltages denote the converter type (L:LCC, V:VSC), operating mode (R: 

rectifier, I:inverter) and pole (P: positive, N:negative) respectively.  
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Fig. 4-4. Master power controller with the features required for fault recovery process (© IEEE)  
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To avoid unrealistic current orders due to low DC voltages that may occur during faults, the 

input voltage measurements are conditioned by passing through a first-order filter having a 200 

ms delay and a hold circuit (activated by signals VP_Hold or VN_Hold). To balance the power demands 

of the converter stations, the MPC estimates the current order for the LCC rectifier as the sum of 

currents at the other converters.For example, for N-pole of LCC rectifier, the current order is 

computed as [133]:   

Ὅ ͺ

Ὓ ϽὙ Ͻὖ ͺ

ὠǬ ὠǬ

Ὓ ϽὙ Ͻὖ ͺ

ὠǬ ὠǬ

Ὓ ϽὙ Ͻὖ ͺ

ὠǬ ὠǬ
 

(4.1) 

where ὠǬ  etc. are conditioned pole voltage measurements, ὖ ͺ  etc. are power reference 

values. The binary signals SLIP, SVRP, and SVIP are generated by a fault recovery supervisory 

function (will be described in Section-4.5) to reset the respective current component to zero after 

detecting a fault. The ramp rate weighting factors RLI, RVR, and RVI are used to match the 

instantaneous current order of the LCC rectifier with those of the other converter stations. Current 

orders are computed independently for the positive and negative poles to facilitate single-pole 

operation and to prevent disturbances to the healthy pole during single-pole-to-ground faults. The 

MPC is assumed to be located at the LCC inverter and the delays in signal communication should 

be accounted for.   

4.3.3 Energization and Regulation   

The LCC link is energized in a similar manner to a two-terminal LCC HVDC link. A control 

sequence was developed to connect VSC stations to the LCC link to form the multi-terminal 

system with a minimum undesirable transient. Therefore, the LCC link is first energized with the 

LCC rectifier operating in current control mode while the LCC inverter controlling the DC voltage 

through constant extinction angle control. Meanwhile, the VSCs are started in voltage control 
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mode.  Upon reception of a signal indicating that the LCC link has reached itôs normal operation 

condition, as depicted in Fig. 4.5, VSCs are switched to voltage tracking mode.  
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Fig. 4-5. Control sequence applied at VSC station to energize the system and for normal operation (© IEEE) 
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The voltage tracking mode is achieved by replacing Vref with half of the pole to pole voltage 

measured at the main transmission line side of the FMSW, VLNA/B. A VSC is connected to the LCC 

link once its DC voltage is approximately equal to the LCC link voltage at the point of coupling. 

The operating mode of the VSC is changed to the power control mode after a short delay Td1. After 

connecting to the LCC-HVDC link  through mechanical switches, VSCs are operated in power 

control mode as long as there are no faults. 

4.4 MT -HVDC Transmission System Design  

The design features of the hybrid multi-terminal HVDC transmission system and controlled 

by the MPC is described in this section.  

4.4.1 Key Features of Hybrid Multi -terminal System     

The key features of the multi-terminal HVDC system considered in this study are:  

1. A conventional point-to-point LCC HVDC link forms the backbone of the multi-

terminal network. No modifications are necessary for the low-level controls of the LCCs. 

2. Due to economics, all VSC stations are assumed to be based on the proven and 

economical half-bridge MMC technology.  

3. Due to the high cost and lack of proven commercial technology, DC circuit breakers are 

avoided. Fast mechanical switches (FMSWs) with no load or fault current interruption 

capability are used for system reconfiguration.   

4. When operating as inverters, high rating diode valves are connected in series with VSC 

terminals for blocking DC fault currents as proposed in [131]. These diodes need to be 

bypassed when a VSC operates in the rectifier mode.  
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Thus, this is a highly practical hybrid MT-HVDC configuration that can be implemented 

with current commercial technology. The only exception is the high rating diode valves at VSC 

terminals. Fig. 4.6 shows the essential elements of the proposed VSC-LCC hybrid multi-terminal 

HVDC transmission system where two VSCs are connected to an LCC link. Although only two 

VSCs are considered for the ease of demonstration, the findings can be directly applied to the cases 

where there are more than two VSCs. In this example, the bypass switch can be used to turn the 

VSC-A terminal to a rectifier or an inverter to facilitate the two different topologies. 

The two specific configurations considered for this MT-HVDC system are: 

1. Configuration-1: Both VSCs operate as inverters tapping into the LCC link.  

2. Configuration-2: VSC-A operates as a rectifier and VSC-B operates as an inverter in a 

coordinated fashion injecting and drawing the same amount of power. This is essentially a 

VSC link piggy-backing on a section of the LCC link. 

 
 

Fig. 4-6. Hybrid VSC -LCC transmission system with two VSCs connected to an LCC-HVDC link  (© IEEE) 
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4.4.2 Fault Recovery Action s at the Converters    

A DC side fault can be a temporary fault such as an arcing fault caused by momentary 

reduction of space between conductors due to wind or a permanent fault such as an insulation 

break down. Temporary faults in LCC HVDC systems are cleared by reducing the voltage to 

extinguish the arc. Therefore, once a fault is detected in an LCC HVDC system, the firing angle 

of the thyristors in the LCC rectifier is increased (the process is called force retardation) to decrease 

the voltage across the fault. After a short time delay, the firing angle is decreased for restoration 

while monitoring line voltage and currents (known as reclosing). If the DC line voltage does not 

increase or a large current is observed, the fault is assumed to be still existing and the force 

retardation is applied again. When two or three reclosing attempts fail, the fault is assumed to be 

a permanent fault, and the converters are shutdown.  

On the other hand, once a DC side fault is detected, an HB-SM based VSC immediately 

blocks its IGBTs to avoid possible damages from high fault currents. The converter station is de-

energized by opening the ACCB. After allowing the stored energy in the system to dissipate, the 

VSC can be re-energized while checking whether the fault is still existing.  In order to preserve 

the operation of the healthy pole during a single-pole-to-ground fault, the proposed DC fault 

recovery process is applied independently for positive and negative poles. 

4.5 Fault Recovery Using F ast Mechanical Switches   

A procedure of clearing DC side faults via rapid reduction of the fault current with proper 

co-ordination of recovery actions at each converter station is explained in this section. The 

procedure presented in [108] is followed to re-energize the MT-HVDC transmission system after 

clearing the fault.  
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The objective of the proposed DC fault clearing strategy is to minimize the extent of outages, 

with priority being the continuation of the operation of the LCC link. It is assumed that there are 

no DC circuit breakers and the fault isolation is achieved with the fast mechanical switches 

(FMSWs). All VSCs that may operate in inverter mode are provided with high rating series diode 

valves as illustrated in Fig. 4.6. The FMSW is capable of opening only after its through-current 

becomes negligibly small. Therefore, fault clearing involves a rapid reduction of current through 

the FMSW and quick opening of FMSW to disconnect the VSCs and the branch lines from the 

mainline. During this de-energization, temporary faults are likely to be self-cleared.  

Since the priority is to continue operation of the main LCC link, FMSWs are installed at the 

tapping points on the VSC branches as shown in Fig 4.6. The presence of any permanent fault can 

be identified during the re-energization. The LCC link is re-energized first, if no fault is identified 

during the re-energization, existence of any permanent fault on the LCC link can be ruled out. 

Therefore, the LCC link can continue its operation even if there is a permanent fault on a VSC 

branch, as they are already isolated by opening the FMSWs. A permanent fault on a VSC branch 

can be identified when re-energizing the respective VSC station, and the faulted branch can be left 

isolated from the rest of the system by leaving the FMSW open. Therefore, during a permanent 

fault on any VSC branch, the operation of the rest of the transmission system can be continued 

with the proposed switching arrangement.   

4.5.1 Recovery Actions in the LCC Stations     

The overall fault recovery procedure applied at the LCCs is demonstrated for P-pole in Fig. 

4.7. As depicted in Fig. 4.7, upon detection of a fault at the LCC rectifier, force retardation is 
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applied by increasing the firing angle of the rectifier. The fault detection signals that initiate the 

fault clearing and recovery process are assumed to have a time delay tDX given by (4.2) [133].    

ὸ ὺϽὰ ὸ (4.2) 

where ὰ  is the distance to fault from the station, ὺ is the propagation velocity of the fault 

generated surge  and ὸ is the time to detect the fault upon arrival of the fault wave [103]. Upon 

detecting a fault, the signal SLIX and VX_hold are sent by the rectifier to the MPC to notify the fault. 

During the  force retardation, the power reference switching function of the faulty pole-x, SLIX, is 

set to zero, and the voltage inputs are held at pre-fault values (by setting the VX_hold=0) until the 

fault recovery is completed. When the firing angle reaches to 140̄ , it is held for a specified period 

to quench the fault arc. Then, the rectifier firing angle is decreased while checking if the voltage 

increases (also, the current can be tested).  

 

Fig. 4-7. Fault recovery process of LCC-link (X = P or N depending on the pole) (© IEEE)  
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4.5.2 Fault Recovery Actions in the VSC Stations     

Fig. 4.8 shows the procedure proposed for VSCs during the fault clearing and recovery. 

When an overcurrent is detected, IGBTs in a VSC converter are immediately blocked by the 

internal protection.  
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Fig. 4-8. Fault recovery process at VSCs (© IEEE) 
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Due to the high rating series diode valves, which are now reverse biased, there will be no 

fault current contribution from the VSC inverters. When a VSC converter is operating as a rectifier, 

the diode valves remain bypassed. Thus, the faulty pole of the VSC rectifier is de-energized by 

opening the corresponding AC side CB. Then the FMSW on the faulty pole of the line connecting 

the VSC rectifier and the LCC link is commanded to open.  However, FMSW actually opens only 

when the current through it drops below the maximum interruptible current (assumed 0.05 kA in 

this study). After a short time delay, the ACCB is reclosed. If the reclosing is successful, i.e. no 

permanent fault exists in the line segment connected to the particular VSC rectifier, it is re-started 

in the voltage control mode. Once the LCC link is restored, VSC terminals are connected to the 

LCC link following the same process as during the initial start-up. The described fault recovery 

process requires input signals for initiating force retardation, switching VSC operating mode, 

resetting power reference of the master power controller (SLIX) and VSCs, and holding voltage 

measurements (VP_hold ). Also, if a VSC rectifier is involved, additional signals are required to open 

the ACCB and the FMSW. 

4.6 Test System     

The LCC scheme considered in this study is based on the Bipole-II of Manitoba Hydroôs 

Nelson River HVDC system [122]. There is no DMR conductor in the transmission system and 

any single-pole operation is assumed temporary. Although ground return operation may be 

objectionable in some jurisdictions, temporary monopole operation is allowed in many places like 

Manitoba. Therefore, it is assumed that the earth return mode is allowed for a short period, about 

one second, for single pole fault recovery. Important parameters of the test system are given in 

Table 4.1.  
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 Table 4-1 Test system details (© IEEE) 

Parameter Value Units 

Nominal DC Voltage  ±500 kV 

AC Sys. SCR LCC-Rectifier 2.9  

AC Sys. SCR LCC-Inverter 5.0  

AC Sys. SCR VSC-A/B 3.0  

Power ramping rate (per pole)  200  MW s-1/pole 

Power ramping rate in LCC during fault recovery 1000 MW s-1/pole  

Power ramping rate in VSC during fault recovery  500 MW s-1/pole 

Transformer Data   

Apparent Power -LCCs  600x2 MVA/pole 

Apparent Power -VSC-A/B 200 MVA/pole 

Leakage Reactance-LCCs 0.15 pu 

Leakage Reactance-VSCs 0.1 pu 

Transformer Ratio LCCs 230 kV/209 kV  

Transformer Ratio VSCs 315 kV/375 kV  

VSC Data   

MMC cell capacitance 2000 µF 

MMC cell switch on resistance 0.05 Ý 

Arm reactor  50  mH 

 

Each LCC converter station consists of two-twelve pulse LCCs supplied by two separate 

converter transformers. As the VSC interconnection is proposed for both existing and new LCC-

HVDC links, the conventional LCC controls are used. The control diagrams of LCC rectifier and 

the LCC inverters are respectively shown in Fig. A-2 and Fig. A-3 of Appendix-I . During the 

force retardation, the firing angle of the rectifier is increased at a rate of 0.5 /̄ms and force 

retardation is released at a slower rate, which is about 1/3 of the rate used to increase the angle. 

Both DC and AC side filters are included in the model. This work builds on the control sequence 

discussed in [108] that shows the safe and smooth operation of the MT-HVDC transmission 
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system. A voltage-dependent current order limit (VDCOL) is implemented at the inverter to 

protect the thyristor valves during AC side faults. As it is depicted in Section-2 of Appendix-I , 

the MMC cell capacitance is selected in such a way that the energy to power ratio [132] is 25 

J/kVA. A 20 mH di/dt limiting series inductor (with 0.05 Ý resistance) is connected in series with 

each mechanical switch and a 40 mH di/dt limiting inductor (with 0.1 Ý resistance) is inserted at 

each VSC terminal when operating as a rectifier. IGBT blocking logic is generated using an 

overcurrent fault detection logic which picks up when the current through any IGBT increases 

above 2 pu. A fixed detection delay of 30 ms was assumed conservatively. Fast mechanical 

switches (FMSW) were assumed to be capable of breaking 0.05 kA within 2 ms.  An ACCB can 

break currents only at a zero crossing and was modeled with a three-cycles opening delay.  

 

4.7 Validati on of Normal Operation    

In this sub-section, the performances of proposed energization and regulation scheme is 

evaluated. Two possible operating modes explained in Section-4.4.1 are considered.  

4.7.1 Unidirectional Operation: LCC Link Tapped by VSC  Inverter s    

The following sequence of inputs was applied with controls to evaluate the configuration 

where both VSC stations operate as inverters (Configuration-1) tapping-off power from the main 

LCC link.  

3. LCC inverter is energized with -600 MW/pole @t=0 sec.  

4. VSCs are started up in DC voltage control mode. Reference inputs for VSC-A and VSC-B 

are set to 515 kV and 520 kV respectively.  
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5. At t=1.75s, VSCs are switched into tracking mode.  

6. At t=3.25s, after LCC link is successfully energized, two fast mechanical switches are 

closed.  

7. Thereafter, the power orders of the VSC inverters are changed in the following sequence:  

(i) set PrefB to -200 MW/pole @t=4.5 sec,  

(ii)  set PrefA to -100 MW/pole @t=6.5 sec.  

Figs. 4.9 - 4.12 show the measured DC side responses at each converter station for the above 

sequence of inputs. According to Fig. 4.9(b) and Fig. 4.10(b), the LCC inverter current increases 

at the same rate as the rectifier current till the VSCs are connected. No undesirable transients were 

observed in the voltages or currents of the LCC rectifier and the LCC inverter. Fig. 4.11(b) and 

Fig. 4.12(b) show ramping of currents at the VSC terminals. The LCC rectifier current gradually 

increases to accommodate the power delivered to VSC inverters, but no noticeable change in 

current is observed at the LCC inverter during this period as depicted in Fig. 4.10(b). According 

to figures showing the converter voltages, no noticeable transients were observed in the voltages 

during the startup or when closing the fast mechanical switches. 

 
Fig. 4-9. DC side measurements at LCC Rectifier (a) Voltages, (b) Currents (© IEEE)  
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Fig. 4-10. DC side measurements at LCC Inverter (a) Voltages, (b) Currents (© IEEE) 

 
Fig. 4-11. DC side measurements at VSC-A (a) Voltages, (b) Currents (© IEEE)  

 
Fig. 4-12. DC side measurements at VSC-B (a) Voltages, (b) Currents (© IEEE)  
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Note that the power order was ramped up by the MPC at the rate of 200MW/s per pole. 

Therefore, as depicted in Fig. 4.13(a), it took about 3s to reach the required power flow in the LCC 

link (For ease of comparison, the negated LCC rectifier output power is shown in Fig. 4.13(a)). 

A difference in power between the LCC rectifier and the LCC inverter shown in Fig. 4.13(a) 

during 3s-4.5s represents the transmission losses. However, when the VSCs switched to power 

control mode, this difference widened due to the power demand of the VSCs. Fig. 4.13(b) shows 

a transient during the mechanical switch closing. Just after ramping the power in VSCs, a slight 

change in LCC inverter power is observed in Fig. 4.13(a).  

 
Fig. 4-13. Estimated power injection at each converter terminal (© IEEE) 

 

The AC side voltages and currents during the considered operation are shown in Fig. 4.14. 

A transient in AC current was observed at the VSCs during the energization. However, no 

undesirable transients were observed at the AC side of any of the converters during the normal 

operation except for a gradual drop in AC voltage at the LCC rectifier with increasing current. 
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Fig. 4-14. AC side rms measurements (a) line voltages, (b) line currents (© IEEE)  

4.7.2 Main Transmission Line Shared by LCC and VSC Links      

In Configuration-2, VSC-A is operated as a rectifier and while VSC-B is operated as an 

inverter. Observations were taken when the transmission system was shared in such a way that the 

LCC rectifier feeds the power demanded by LCC inverter and VSC-A feeds the power to VSC-B. 

The following sequence of events was simulated. 

1. LCC link is energized with -850 MW/pole @t=0 sec.  

2. VSCs are connected to the main transmission line as explained in the Section-4.3.3.  

3. At t=5s, VSC-A is issued 250 MW/pole power command.  

4. In order to evaluate the impact of any difference of communication delay between the VSC 

rectifier and the inverter, VSC-B is issued -250 MW/pole command 100 ms after VSC-A.  

Figs. 4.15 ï 4.19 show measured DC side responses at each converter station. According to Fig. 

4.15(b) and Fig. 4.19(b), no impact of connecting VSCs or power flow between VSCs is visible 

at LCC converter terminals.  






















































































































































